13. CONDUCT OF OPERATIONS

13.3 Emergency Planning -

The U.S. Nuclear Regulatory Commission (NRC) evaluates emergency plans for nuclear power
reactors to determine whether there is reasonable assurance that adequate protective’
measures can and will be taken in the event of a radiological emergency. ‘An early site permit
(ESP) application, pursuant to Title 10, Section 52.17(b), of the Code of Federal Regulations
(10 CFR 52.17(b)), must identify any physical characteristics unique to the proposed site that -
could pose a significant impediment to the development of emergency plans. The application
must also describe the contacts and arrangements the applicant has made with Federal, _State,
and local government agéncres with emergency planning responsibilities. 'In addition, the
application may propose major features of emergency plans, as described in Supplement 2 to
NUREG-0654/FEMA-REP-1, Revision 1, “Criteria for Preparation and Evaluation of
Radiological Emergency Response Plans and Preparedness in Support of Nuclear Power
Plants—Criteria for Emergency Planning in an Early Site Permit Application—Draft Report for *.
Comment”- (hereafter referred to as Supplement 2), |ssued Aprll 1996 or may propose :
complete and rntegrated emergency plans. - :

In Sectron 13.3 of the site safety analysrs report (SSAR) the applrcant presented the major
features of its proposed emergency response plan pursuant to 10 CFR 52.17(b)(2)(i). :Because
the proposed ESP site footprint consists of a portion of the existing North Anna Power Station .
(NAPS) site and is located immediately adjacent to NAPS, very little distinction exists between
the NAPS site and the ESP site for purposes of emergency planning. The ESP application
takes advantage of the emergency plannrng resources, capabrlrtres and orgamzatlon that
currently exist at the NAPS srte i R

The ESP applrcant Domrnrcn Nuclear North Anna LLC (Domlnlon) is an mdnrect wholly owned
subsidiary of Dominion Resources, Inc. (Dominion Resources)., Virginia Electric and Power
Company (Virginia Power, formerly VEPCO), which operates the existing nuclear units on the
NAPS site (i.e., North Anna Units 1 and 2), is also a wholly owned subsidiary of Dominion -
Resources. If the COL or CP applicant were to proceed with the development of new reactor -
units at the ESP site, it would enter into an arrangement with Virginia Power to coordinate and
implement an integrated emergency plan, which, in effect, would extend the existing emergency
planning and preparedness activities to the new reactor unit(s). The related oth|te aspects of
emergency planning would remain essentially unchanged. . :

The staff, in consultation with the Federal Emergency Management Agency (FEMA), has
reviewed the applicant’s proposed emergency plan, applicable portions of the North Anna i
Emergency Plan (NAEP),.the Commonwealth of Virginia Radiological Emergency Response .
Plan (COVRERP), county radiological emergency response plans (RERPs), responsesto . .-
requests for additional information (RAls), and generally available reference materials in
accordance with NRC Review Standard (RS)-002, “Processing Applications for Early Site ..
Permlts |ssued May 2004

Because the applrcant has elected to present and seek NFlC acceptance of the major features-,
of emergency plans, the staff's evaluation addresses, in order, the three aspects of sucha . .-
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submission. The following identifies each aspect and the section of this safety evaluation report
(SER) in which it is discussed:

. identify physical characteristics that could pose a significant impediment to the
development of emergency plans (SER Section 13.1.1)

. describe contacts and arrangements made with Federal, State, and local government
agencies with emergency planning responsibilities (SER Section 13.3.2)

. propose major features of the em.ergency plans (SER Section 13.3.3)

The applicant identified Appendix E, “Emergency Planning and Preparedness for Production
and Utilization Facilities,” to 10 CFR Part 50, “Domestic Licensing of Production and Utilization
Facilities,” as applicable to the major features it proposed. Appendix E, however, applies to the
“major features” option of 10 CFR 52.17(b)(2) only to the extent that it requires description of -
the “essential elements of advance planning that have been considered” (see Section Il of
Appendix E to 10 CFR Part 50). The staff has approved the applicant’s identification of
Appendix E as one of the regulatory requirements applicable to the staff’s review of the major
features proposed by the applicant. The staff’s findings are set forth throughout Section 13.3.3
of this SER, and are limited to those particular portions of Appendix E that the staff considered
during the course of its review of a particular major feature. More importantly, any staff finding
that a proposed major feature complies with a particular requirement of Appendix E is limited to
the description of the major feature approved by the staff in this SER.

Notwithstanding any staff approval of a proposed major feature in this SER, all features of the
emergency plan requiring description pursuant to Appendix E, but which are not described in
the ESP application, will be reviewed in the context of a combined license (COL) or operating
license (OL) application. The staff will review complete and integrated emergency plans
submitted in a COL or OL application to determine whether they comply with such
requirements, as well as the requirements of 10 CFR 50.47, “Emergency Plans.”

The staff’s evaluation of the proposed major features of the applicant's emergency plans
parallels the major features and planning standards in Supplement 2.

13.3.1 Significant Impediments to the Development of Emergency Plans
13.3.1.1 Technical Information in the Application

In SSAR Section 13.3.2, the applicant stated that the major features emergency plan (i.e.,
Section 13.3 of the SSAR) takes advantage of the emergency planning resources, capabilities,
and organization that Virginia Power has already established and currently maintains at the-
NAPS site. In addition, SSAR Section 13.3.2.2 states that the ESP site is adjacent to a
preexisting nuclear facility with existing State and local emergency plans. Hence, the SSAR
relies on and refers to the information contained in these existing plans.

SSAR Section 13.3.2.1 states that the applicant used a preliminary analysis of the evacuation

times, incorporating the evacuation time estimate (ETE) methods recommended in Section Il of
Supplement 2 to identify any physical characteristics unique to the ESP site that could pose a
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significant impediment to the development of emergency plans. “This estimate rncluded
seasonal recreational visitors around Lake Anna and school populations. The most recent
ETE, IEM/TEC01-220, “Evacuation Time Estimates for the North"’Anna Power Station and
Surrounding Junsdrctrons, dated November 2 2001 descnbes the analysrs methods and
results - o R ‘
SSAR Section 13.3.2. 1 2 states that the most recent ETE for the NAEP is based on Census E
2000 data and applies to the ESP site. The total permanent resident population within the
10-mile (mi) plume expostre pathway emergency plannlng zone (EPZ) is 20,292. The ETE ~
considers permanent residents, transiénts, and persons in special facilities, including school
populations (which are the only institutional populations within the 10- mile EPZ). Emergency
“traffic is expected to flow away from the ESP site, and the road network can adequately =~ -
accommodate anticipated vehicular traffic.” SSAR Section 13.3.2.2.2.j.3 further states that the
ETE results in evacuation time estimates that are based on different affected populatlon areas
and weather conditions; with estrmates rangrng from 85t0 105 mrnutes (mm) ‘

‘Appendix 10.8 to the NAEP incorporates the November 2001 ETE cnted above. The appendlx
describes the methods used to obtain current population data and to produce the ETEs, and it
reports the updated population figures, road network information, and ETEs. The evacuation
scenarios that were modeled were based on peak-season nighttime’ poputatron counts
(representrng the worst case), and the analysrs noted no srgnrfrcant tratfic congestlon in any of
the scenanos evaluated :

In addition, the ETE includes maps which show various features of the 10-mile EPZ -Figure’ 1
'“Map of the Area around North Anna Power Station,” of the ETE, which identifies the ‘
transportatron networks and political boundaries, shows the NAPS site and the 10-mile EPZ -
area. Figure'2, “Map of the Protective Action Zones for North Anna Power Station,” Figure 3,
“Permanent Resident Population Distribution Based on 2000 Census Data by Sector and ang,"
and Figure 6, ‘“Evacuation Roadway Network,” show the political boundaries.: Fi igures’1, 2,and
3 also show the location of the NAPS site.’ Figures 1, 2, 3, and 6 identify the’ transportatron ’
networks, topographical features, and political boundanes Figure 2 shows evacuation - =~ -
subareas (i.e., protective action zones (PAZs)). Section 1 2, “Emergency Plannlng Zone of
the ETE states the followrng basus for the PAZs S

“Twenty-five zones have been estabhshed for the NAPS 10-mlle EPZ To the

extent feasible, the zones were selected based ‘on existing political boundanes to T

* enhance direction and coordination of the public in the affected area. The - o

demarcation of the zones are roughly 2,'5, and 10 miles from the nuclear tacnlrty

Thrs permits flexibility and selectivity in application of protective actions. Figure 2

“is a map of the PAZs for NAPS, 'Attachment 1 contains boundary descnptrons of

the PAZs wrthrn the 10-m|le emergency plannrng zones for NAPS B
In RAI 13 3- 9 the staff asked the applicant to specrtlcally state whether rt |dent|f|ed any physrcal
characterrstrcs unique to the proposed ESP site from the ETE or any other source or analysis
that could pose a srgnmcant impediment to the development of emergency plans for the site.  In
‘its response, the applicant stated that it had not identified any physical characteristics unrque to
the North Anna ESP site that could pose a significant impediment to the development of
emergency plans for the site and that the ETE did not identify any areas of congestion during
the evacuation evaluations.
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In SSAR Section 13.3.2, the applicant stated that the major features emergency plan (i.e.,
SSAR Section 13.3) takes advantage of the emergency planning resources, capabilities, and
organization that Virginia Power has already established and currently maintains at the NAPS
site.- In RAI 13.3-3, the staff asked the applicant whether it wished to incorporate applicable
sections of the existing NAEP into the application, to the extent that the NAEP supports the
emergency planning description in the application. In its response, the applicant confirmed that
it had incorporated applicable sections of the existing NAEP into the application

In RAI 13.3-11, the staff asked the apphcant to address whether the mcreases in populatlon
during the term of an ESP could pose a significant impediment to the development of
emergency plans._In its response, the applicant stated that the ETE identified no areas of - .
congestion and that travel time is relatively inelastic with respect to anticipated changes in road
capacity. In SSAR Section 2.1.3, the applicant provided population projections and stated that
any population increase is projected to be gradual over time. Planning and consideration of
new roads or modifications of existing roads and intersections could offset any large influx of
new permanent or transient populations within the 10-mile EPZ.

13.3.1.2 Regulatory Evaluation

In SSAR Section 13.3.1, the applicant stated that SSAR Section 13.3 presents information
required by 10 CFR 52.17(b)(1) regarding the identification of potential impediments to -
emergency planning. In its review of the application, the staff considered the regulatory
requirements in 10 CFR 52.17(b)(1), which mandate that the applicant for an ESP identify
physical characteristics unique to the proposed site, such as egress limitations from the area .
surrounding the site, that could pose a significant impediment to the development of emergency
plans. The staff further considered 10 CFR 52.18, “Standards for Review of Applications,”
which requires consultation with FEMA to determine whether the information required of the
applicant by 10 CFR 52.17(b)(1) demonstrates that no significant impediment to the
development of emergency plans exists. Supplement 2 and RS-002 provide guidance
concerning the review and evaluation of emergency planning information given in an ESP
application.

Supplement 2 deflnes a significant lmpedlment asa physncal characteristic or combination of ,
physical characteristics that would pose major difficulties for an evacuation or the taking of
other protective actions. Such unique physical characteristics may be identified by performing a
preliminary analysis of the time for evacuating various sectors and distances within the 10-mile
EPZ for transient and permanent populations, noting major difficulties for an evacuation (e.g.,
significant traffic-related delays) or the taking of other protective actions.

According to RS-002, the applicant should address factors, such as the availability of adequate
shelter facilities, local building practices and land use (e.qg., outdoor recreation facilities,
including camps, beaches, hunting or fishing areas), and the presence of large institutional or
other special needs populations (e.g., schools, hospitals, nursing homes, prisons) when
identifying significant impediments to the development of emergency plans. Any ETE or other
identification of physical impediments should include the latest population census numbers and
the most recent local conditions. In addition, the applicant should describe the proposed means
for resolving any impediments identified.
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13.3.1.3 Technical Evaluation

In SSAR Section 13.3.2.1.2, the applicant stated that the road network surrounding the NAPS
site, which'includes the ESP site, can adequately accommodate anticipated vehicular traffic. -
This conclusion is based ori‘'thé most recent ETE, which use$ Census 2000 data. SSAR-~
Section 13.3.2.2.2.j.3 states that the resulting ETESs are based on d|fferent populatlon areas -
and weather conditions, and range from 85 to 105 min. '

In SSAR Section 13.3.2, the applicant stated, in part, that the major features emergency plan
(i.e., SSAR Section 13.3) takes advantage of the emergency planning resources, capabilities,
and organization that Virginia Power has already established and currently maintains at the
ESP site. In response to RAI 13.3-3, the applicant confirmed that it had incorporated applicable
sections of the existing NAEP into the application, to the extent that the NAEP supports the
emergency planning descriptions in the application. This includes the ETE containedin """ ~
Appendix 10.8 to the NAEP. As a result, the staff reviewed portions of the NAEP as part of its
review of the ESP application and based its evaluation of the emergency planning information
“in the apphcatton on both SSAR Section 13.3 and relevant porttons of the NAEP mcludmg the
ETE R ,

The ESP site footpnnt consists of a portlon of the NAPS site and is located near the exnstlng
NAPS reactors. The boundary of the ESP site is entirely within the boundary of the existing
NAPS site. The staff has not identified any significant differences between the major features
proposed in the SSAR and the major features discussed in existing plans and relied on in the
SSAR. The staff finds that, for purposes of identifying physical characteristics that could pose a
significant impediment to developing emergency plans, there is no distinction between the
existing NAPS site and the ESP site. Because the existing NAPS site includes the ESP site,

the staff finds that the applicant’s use of the ETE for the NAPS site in the ESP appllcatlon is
acceptable and appropriate. -

In RAI 13.3-11, the staff asked the applicant to address p'ossible changes to this determination,
as it relates to the ESP site, including the duration of the ESP itself. In its response, the
applicant stated that the ETE identifies no areas of congestion and that travel time is relatively
inelastic with respect to anticipated changes in road capacity. ' Further, SSAR Section 2.1.3 " .
provides population projections and suggests that population increase will be gradual over time.
Planning and consideration of new roads or modifications of existing roads and intersections - -.
could offset any large influx of new permanent or transient populations within the 10-mile EPZ.

In response to RAI 13.3-9, the applicant stated that it had not identified any physical .-
characteristics unique to the North Anna ESP site that could pose a significant impediment to -
the development of emergency plans for the ESP site, and that the ETE identified no areas of .
congestion during the evacuation evaluation. The ETE, which reflects Census 2000 data, -
considers permanent residents, transients, and persons in special facilities, including school -
populations.” Population increases over the duration of the ESP-are projected to be gradual, =
and new or modified roads and intersections could offset any large influx of new permanent or
transient populations within the :10-mile EPZ. Accordmgly, the staff finds that the apphcant’
conclusion that it found no significant impediments is acceptable, and no physical-
characteristics unique to the proposed ESP site have been identified that could pose a
significant impediment to the development of emergency plans for the ESP site.
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13.3.1.4 Conclusions

As discussed above, the applicant has shown through use of the ETE that no physical
characteristics unique to the proposed ESP site could pose a significant impediment to the
development of emergency plans. Based on its review as set forth above, the staff concludes
that the information the applicant provided is consistent with the guidelines in RS-002 and
Supplement 2. Therefore, the information is acceptable and meets the requirements of 10 CFR
52.17(b)(1) and 10 CFR 52.18.

13.3.2 Contacts and Arrangements with Local, State, and Federal Agencies

13.3.2.1 Technical Information in the Application

SSAR Section 13.3.2.2 states that the ESP site is adjacent to a preexisting nuclear facility with
existing State and local emergency plans. The SSAR, therefore, relies on and refers to the
information contained in these existing plans. The applicant did not identify any significant
differences between the major features of emergency plans proposed in the application and the
major features discussed in existing plans and, therefore, relied on this information in the
application. SSAR Section 13.3.3 lists the 19 Federal, State, and local government agencies
with emergency planning responsibilities in support of NAPS. In addition, the applicant stated
the following: :

Dominion provided an overview of the ESP project to DEM [Commonwealth of
Virginia Department of Emergency Management (VDEM)] staff members on
February 20, 2003 and to risk jurisdiction coordinators of emergency
management on March 24, 2003. The NRC licensing process, emergency

- preparedness requirements for ESP applicants, and Dominion’s schedule for
preparing and submitting this ESP application [for North] Anna were described at
both meetings. During the discussions regarding the ESP process, no
impediment to pursuing an ESP was identified by Commonwealth of Virginia or
risk jurisdiction response organizations.

SSAR Section 13.3.2.2.2.a.6 provides a nearly identical statement to the above. SSAR
Section 13.3.2.2.2.a.6 further states that the existing licensed facilities (i.e., North Anna Units 1
and 2) maintain, within the NAEP, letters of agreement with the U.S. Department of Energy
(DOE), Commonwealth of Virginia agencies, and various local agencies.

In RAI 13.3-1, the staff asked the applicant to document its arrangements with Federal, State,
and local government agencies with emergency planning responsibilities that specifically
address the impacts of an additional reactor(s) at the ESP site, in particular, how these
arrangements address any impact that an additional reactor(s) at the North Anna site would
have on government agency emergency planning responsibilities. The staff also asked the
applicant to provide acknowledgment by the agencies of these proposed expanded v
responsibilities (if any). In its response, the applicant provided letters of agreement from the
19 agencies with which Dominion Resources has existing agreements for the NAPS, which had
been revised to specifically acknowledge the agencies’ awareness of the ESP application for
the NAPS site. In addition, the letters state that the existing agency arrangements would apply
to a prospective additional reactor(s) at the NAPS site.
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18.3.2. 2 Reg ulatory évalaéiﬁaﬁ"

In SSAR Sectlon 13 3. 1 the apphcant stated that SSAR Sectlon 13.3 presents information
required by 10 CFR 52. 17(b)(3) regardlng descnptlons of contacts and arrangements that the
applicant has made with Federal, State, and Iocal government agencies with emergency -
planning responsibilities. o A .

In its review of the apphcatlon the staff consndered the regulatory requrrements in 10 CFR
52.17(b)(3), which mandate, in part, that an ESP appllcatlon describe the contacts and .
arrangements made with Federal, State, and local government' agencres with’ emergency
planning responsibilities. Supplement 2 and RS- 002 provrde guidance concerning the revrew
and evaluation of emergency planning information given in an ESP application.

Supplement 2 states that the description of contacts and arrangements should include the
name and location of the organization contacted, the title and/or position of the person(s)
contacted, and the role of the organization in emergency planning. The evaluation criteria in ', "
Supplement 2, Section V, provide : additional guidance, which applies to the submission of -
emergency plans under the major features option of 10 CFR 52. 17(b)(2)(i). .

Accordlng to RS- 002 for an operatlng reactor s1te the ESP applrcatlon should clearly lndlcate
the impact of applying an existing emergency preparedness program element to the expanded
use of the site, including addressing any necessary changes to the program in support of a new
reactor(s). For example, letters of ‘agreement, reflécting contacts and arrangements made with
State and local government agencies with emergency planning responsibilities, might need
revision to reflect the anticipated presence of an additional reactor(s) at the site. Such revised
letters of agreement should reflect any impact an additional reactor(s) would have on the.
agencres emergency planning responsibilities and should include acknowledgment by the
agencies of the proposed expanded responsibilities. The use of separate correspondence
would also be acceptable If the applicant cannot make arrangements with Federal, State, or
local government agencies with emergency planning responsibilities, for whatever reason, the
applicant should discuss its efforts to make such arrangements, along with a description of any
compensatory measures it has taken or plans to take because of the lack of such .
arrangements -

According to SSAR Section 13.3.3, the applicant conducted two meetings with the State and
the risk jurisdictions (Hanover, Louisa, Orange, Spotsylvanla and Caroline Counties) to provnde
an overview of the ESP process for the NAPS site.! The applicant further stated that, during -
the meetings, neither the State nor the risk jurlsdlctlon response organlzatlons |dent|f|ed any
impediment to pursuing an ESP. oL o , e

The applicant has provided current letters of agreement that describe the contacts and
arrangements it has made with Federal, State, and local government: agencies with emergency
planning responsubrhtles and which address their receipt and understanding of the ESP -
application for the NAPS srte ‘These letters adequately descrlbe the names and Iocatrons of

'Risk jurisdictions are counties, any part of which lie within the 10-mile EPZ.
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the organizations contacted, the titles and/or positions of the persons contacted, and the roles
of the organizations in emergency planning for the ESP site. The letters of agreement also
describe the arrangements for the specific support that would be provided, stating that the
existing arrangements would apply to a prospective additional reactor(s) at the ESP site. -
Accordingly, the staff finds that the revised letters of agreement provided in response to-

RAIl 13.3-1 are acceptable. Further, the staff finds that the Dominion presentations to the State
and the risk jurisdictions, combined with the revised letters, adequately reflect an
understanding, acknowledgment, and agreement by offsite agencies of their specific
responsibilities with respect to construction and operation of a prospective additional reactor(s)
at the NAPS site under an ESP. Sections 13.3.3.2, 13.3.3.3, 13.3.3.4, 13.3.3.7, 13.3.3.10,
13.3.3.11, and 13.3.3.13 of this SER provide additional descriptions of contacts and
arrangements in support of the NAPS site that are relevant to the application.

13.3.2.4 Conclusions

As discussed above, the applicant has provided an acceptable descnptlon of contacts and
arrangements made with Federal, State, and local government agencies with emergency
planning responsibilities. Based on its review as set forth above, the staff concludes that the
information the applicant provided is consistent with the guidelines in RS-002 and

Supplement 2. Therefore, the information is acceptable and meets the requirements of 10 CFR

52.17(b)(3).
13.3.3 Major Features of the Emergency Plans

13.3.3.1 Emergency Planning Zones
13.3.3.1.1 Technical lnformation in the Application

SSAR Section 13.3.2 states that the proposed emergency plan takes advantage of the
emergency planning resources, capabilities, and organization that Virginia Power has already
established and currently maintains at the NAPS site. The applicant would extend the existing -
emergency planning and preparedness activities to include the proposed | new unit(s). SSAR
Section 13.3.2.2 states that the ESP site is adjacent to a preexisting nuclear facility with existing
State and local emergency plans. The SSAR, therefore, relies on and refers to information
contained in these existing plans. There are no significant differences between the major
features proposed in the application and the major features discussed in existing plans and
relied on in the application.

SSAR Section 13.3.2.2.1 states that the applicant has developed the emergency plan assuming
a plume exposure pathway EPZ of about 10 miles in radius (10-mile EPZ) and an ingestion
pathway EPZ of about 50 miles in radius (50-mile EPZ). The 10-mile and 50-mile EPZs
identified in the ESP application are the same as those in the NAEP.

SSAR Section 13.3.2.2.1 further states that the size of these areas is subject to change if
warranted by later analyses, design-specific factors, and legislation or regulatory initiatives. In
SSAR Section 13.3.4, the applicant stated that the possible application of analyses performed
subsequent to NUREG-75/014, “Reactor Safety Study: An Assessment of Accident Risk in
U.S. Commercial Nuclear Power Plants,” issued October 1975 (known as the WASH-1400
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report), desrgn-specmc factors, and legislative or regulatory mrtlatlves may affect the size of the
10-mile and 50-mile EPZs. K

Section 5.4.6 of the NAEP identifies Louisa and Spotsylvania Counties as directly involved in
the NAEP, since they include the majority of the area within the 10-mile EPZ. NAEP Table 5.3
lists the counties and cities within the 50-mile EPZ. NAEP Section 6.3, “Protective Actions,”
states that no hospitals, prisons, “or nursing homes currently exist within the 10-mile EPZ
(shown in NAEP Figure 6.1).” Appendix 10.8 to the NAEP incorporates the ETE by reference. :
ETE Section 1.2, “Emergency Planning Zone,” describes the 25 PAZs that the NAPS I|censee
has established within the 10-mile EPZ. In demarcatlng these zones, the NAPS licensee used
prominent physncal features, either natural (e.g.; rivers) or manmade (e.g., roads) to make the :
PAZs readily comprehensible to the area’s residents in the event of a radiological emergency.
The demarcations of the zones are roughly 2, 5,’and 10 miles from the nuclear facrllty, Wthh :
permlt flembrlrty and selectivity in the appllcatron of protectlve actlons ‘ _

ETE Section 4.4, “Estimates for Special Facilities,” states that the only special facrlmes located
within 10 miles of the NAPS site are the schools identified in ETE Table 7, “School Population
and Transportatlon » ETE Table 7 lists seven schools, with a total day population of 6471. ETE
Section 3.0, “ETE Data and Methodology,” indicates that the applicant defined the evacuation
network based on the information documented in and provided through the Dominion
Resources public outreach program, which includes calendars distributed by the company and
information available on the company'’s Web srte . ,

13.3.3.1.2 Regulatory Evaluation

SSAR Section 13.3.2.2 presents the major features of the applicant’s emergency plan The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2 in’
-accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and it considered _
the guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents
planning standards and evaluation criteria applicable to a major features emergency plan. -

Inits review of the application, the staff considered the regulatory requirements in 10 CFR .
52.17(b)(2)(i) and 10 CFR 52.18. In addltlon ‘the staff considered the regulatory requirements
in 10 CFR 50. 33(g), 10 CFR 50.47(c)(2); and Sections |, lll, and IV of Appendix E to 10 CFR - -
Part 50 in'its- review of the size and conflguratron of the EPZs. Under 10 CFR 52: 17(b)(2)(|) an
appllcant for an ESP may propose major features of the emergency plans for NRC review and
approval, in consultatlon with FEMA in the absence of complete and integrated emergency .
plans. Under 10 CFR 52.18, after consultation with FEMA, the NRC will determine whether the
major features of emergency plans submitted under 10 CFR 52.17(b)(2)(i) are acceptable
RS-002 and Supplement 2 prowde gurdance concerning the review and evaluation of -
emergency planning information glven in an ESP application. Supplement 2 also provrdes -
specific evaluation criteria for the major features of emergency plans, mcludmg those Wthh
apply to determining the size and configuration of the EPZs. o L

Section IlI A of Supplement 2 states that an ESP applicant choosing the option of proposrng
major features of the emergency plans ‘should give special emphasis to the exact size of the
EPZs. Generally, the 10-mlle and 50-mile EPZs consist of an area about 10 miles and 50 miles
in radius, respectively.- Applicants should determine the exact size and configuration of the -
EPZs with respect to local emergency response needs and capabilities, since the EPZs can be -
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affected by conditions such as demography, topography, land characteristics, access routes,
and jurisdictional boundaries.

13.3.3.1 .3 Technical Evaluation

SSAR Section 13.3.2 states that the ESP emergency plan takes advantage of the existing
NAEP and that the applicant would extend the NAEP to include the proposed new unit(s). As’
such, this extension would include the existing NAPS 10-mile and 50-mile EPZs. The ESP site’
footprint consists of a portion of the NAPS site and is located near the existing NAPS reactors.
The boundary of the ESP site is entirely within the boundary of the exnstlng NAPS site. _
Therefore, the staff finds that, for the purposes of determining the exact size and configuration
of the EPZs in relation to local emergency response needs and capabilities, no distinction
between the NAPS site and the ESP site exists. As such, the staff finds that use of the existing
NAPS 10-mile and 50-mile EPZs for the ESP site is appropriate and acceptable. The ESP
application, the NAEP (including calendars distributed to the public), and the ETE reflect the
existing NAPS 10-mile and 50-mile EPZs.

SSAR Sections 13.3.2.2.1 and 13.3.4 state that the size of the EPZs may be subject to change
as a result of design-specific factors and leglslatlve or regulatory initiatives. The staff did not
consider the possnblhty of change in the size requirements for the 10-mile and 50-mile EPZs
essential to its review. Rather, the staff applied current requirements. A COL or OL applicant .
should address any such policy or regulatory changes, as well as design-specific matters, and
the staff will determine compliance with the requirements in these areas during a COL or OL’
review.

As stated in NAEP Section 6.3, no hospitals, prisons, or nursing homes are located within the
10-mile EPZ. ETE Section 3.0 further states that the applicant defined the evacuation network

based on information documented in calendars distributed as part of a public outreach program.

The calendars provide an area map and a listing of PAZs and evacuation assembly centers
(EACs), which is consistent with the mformatlon in the application and the ETE.

ETE Section 1.2 states that the PAZs established within the 10-mile EPZ use prominent .
physical features, either natural or manmade, to outline the PAZ boundaries. In addition, the
appllcant selected the PAZs based on existing political boundaries. The staff, through its
review of the ETE, did not identify any 10-mile EPZ boundaries that run through the middle of .
schools or hospitals, or that arbltranly carve out small portions of government jurisdictions. As
such, the staff finds that the size and conflguratlon of the 10-mile and 50-mile EPZs reflect local
emergency response needs and capabllltles as they are affected by condmons such as o
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10 CFR 50.33(g), 10 CFR 50.47(c)(2), 10 CFR 52.17(b)(2)(i), 10 CFR 52.18, and Sectlons 1, 1,
and IV of Appendix E to 10 CFR Part 50, insofar as it describes the essential elements of
advanced planning that have been considered for the emergency planning zones, as set forth

above.
13.3.3.2 Assignment of Besponsibility—Organizatioh Control (Supplement 2, Major Feature A )
13.3.3.2.1 Technical Information in the Application |

SSAR Section 13.3.2.2.2.a identifies organizations that are intended to be part of the overall
emergency response organization (ERO). This section describes the primary responsibilities -
for the risk Junsdrctron response organizations, the Commonwealth of Virginia, the Federal
Government, and pnvate sector organizations. "As stated in SSAR Section 13.3.2.2.2.a.1, the -
elected officials of local governments have the responsibility for radiological emergency
response within their jurisdictions. The existing county RERPs apply to radiological - :
emergencies within the localities caused by events'at the NAPS site and would apply to events :
at the ESP site. SSAR Section 13.3.2.2.2.a.5 as well as the COVRERP and county RERPs
also address the emergency response functions and responsibilities. The RERPs detail the - -
legal bases for these authorities.

SSAR Section 13.3.2.2.2.a.2 states that the Commonwealth of Virginia’s organization for . -
responding to radiological emergencies is based on normal government structures and
channels of communication. The Governor, in the role of Director of Emergency Management,
directs the emergency response through the State coordinator of emergency management.
The State coordinator of emergency management coordinates the overall response, and the
Virginia Department of Health (VDH) provides technical advice and assistance on radiological
accident assessment, protective action, radrologtcal control, and radrologrcal momtormg

SSAR Section 13.3.2.2.2.a.3 states that, in the eventan emergency classmcatron is made
pursuant to the emergency action levels (EALs), Dominion would make notifications, as - -
described in SSAR Section 13.3.2.2.2.e. Further, Dominion personnel would maintain contact
with the NRC to ensure that the Federal Government has access to accurate information about
and an assessment of the emergency. SSAR Section 13.3.2.2.2.c describes the details of
Federal assistance.

SSAR Section 13.3.2.2.2.a.4 states that Domrnron would obtam support from the cognrzant
archrtect/engmeer the nuclear steam supply system vendor, and other consultants and
vendors, as appropriate, to respond during the emergency and recovery operations.
Experienced personnel with indepth expertise in plant design, engineering, and construction
would be involved to aid in solving critical technical problems. The applicant stated that a COL
or CP applicant would identify these consultants and vendors, as necessary, in the COL or CP
application. Private sector response may also include radiological laboratories and other
facilities and organrzatlons as descnbed in SSAR Section 13.3.2.2.2.c.

SSAR Sectlon 13.3.2 states that the major features emergency plan takes advantage of the .
emergency planning resources, capabilities, and organrzatron that Virginia Power has already
established and currently maintains at the NAPS site. NAEP Section 5.3, “Augmentation of
Onsite Emergency Organization,” and Section 5.4, “Coordination with Participating Government
Agencies,” identify specific Federal, State, ‘and local agencies and private sector organizations -
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that are either directly involved.in emergency response in support of the NAPS site or can be
called upon to provide assistance. NAEP Figure 5.4, “Station to Support Group Interface
Following LEOF Activation,” shows functional interfaces.

SSAR Section 13.3.2.2 states that the ESP site is adjacent to a preexisting nuclear facility with
existing State and local emergency plans. The SSAR, therefore, relies on and refers to the
information contained in these existing plans. No significant differences exist between the
major features proposed in the application and the major features discussed in existing plans
and relied on in the application.

The COVRERP and county RERPs identify the response organizations for the jurisdictions.
Appendlx 1, “Task Assignments,” to the COVRERP provides a detailed listing of specific tasks
that various Federal, State, and local agencies and organizations would be responsible for in a
radiological emergency. Section X, Volume 1, of the “Commonwealth of Virginia Emergency.
Operations Plan,” and Annex I-A, “Task Assignments,” to Volume I of the “Commonwealth of
Virginia Emergency Operations Plan—Peacetime Disasters,” provnde additional responsnblhtles
The VDEM would coordinate requests by Dominion for support services from these agencies
and organizations.

Section I.A, “Authorities,” of the COVRERRP lists the legal bases of authority as

(1) Commonwealth of Virginia Emergency Services and Disaster Law of 1973, Title 44,

Chapter 3.2, Code of Virginia, as amended, and (2) Radiation Control Act, Title 32.1, Chapter 6,
Article 8, Code of Virginia. The county RERPs also list these two legal bases, in addmon to
their respective local enabling ordinances, which provide for the development of local
emergency operation plans and support organizations.

SSAR Section 13.3.2.2.2.a.6 states that the existing licensed facilities (i.e., North Anna Units 1
and 2) maintain letters of agreement with various Federal, State, and local organizations. All
the organizations listed in SSAR Section 13.3.2.2.2.a.6 have submitted updated letters of
agreement which acknowledge the ESP application and describe contacts and arrangements
pertaining to the concept of operations for the various agencies and organizations.

13.3.3.2.2 Regulatory Evaluation

SSAR Section 13.3.2.2 presents the major features of the applicant’'s emergency plan. The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2 in
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the
guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents
planning standards and evaluation criteria applicable to a major features emergency plan.

In its review of the application, the staff considered the regulatory requirements in 10 CFR
52.17(b)(2)(i), 10 CFR 52.18, and Sections Ill and IV.A of Appendix E to 10 CFR Part 50.
Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major features of the
emergency plans for NRC review and approval, in consuitation with FEMA, in the absence of
complete and integrated emergency plans. Under 10 CFR 52.18, after consultation with FEMA,
the NRC will determine whether the major features of emergency plans submitted under

10 CFR 52.17(b)(2)(i) are acceptable.” RS-002 and Supplement 2 provude guidance concerning
the review and evaluation of emergency planning information given in an ESP application.
Supplement 2 also provides specific evaluation criteria for major features of emergency plans,
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rncludmg those which apply to ma;or feature A, “Assignment of Responsrbrhty—Orgamzatron
Control.”

Major feature A calls for the applicant to identify EROs, including functions and responsibilities
for major elements of response, and the legal bases for State and local authorities. The _ -
application should also describe contacts and arrangements between agencies and other
support organizations having a response roIe wrthm the EPZs and it should mclude any written
letters of agreement .

- . . . - . L1

13.3.3.2.3 Technical Evaluation

SSAR Section 13.3.2.2.2 identifies Federal, State, local, and private agencies and
organizations that the applicant intends to be part of the overall ERO, as well as detailed -
functions and responsibilities for the major elements of emergency response for each agency
and organization. The NAEP, COVRERP, and county RERPs supplement this information with
additional details regardlng specific emergency responsibilities. The staff finds that this
descnptlon is adequate because it identifies the applicable response organrzatlons and provrdes
detarled descnptlons concerning thelr vanous response capabilities. .- : SRy

The staff reviewed the COVRERP and county RERPs and finds that they lnclude references to
the specific acts, codes, or statutes that form the legal bases for their.respective authorities.
SSAR Section 13.3.2.2.2.a.6 lists the various Federal, State, and local organizations that have
submitted updated letters of agreement in support of the NAPS site, which includes the ESP
site. Accordingly, the staff finds that these letters of agreement are adequate. Sections 13.3.2,
13.3.3.3, 13.3.3.4, 13.3.3.7, 13.3.3.10, 13.3.3.11, and 13.3.3.13 of this SER describe contacts
and arrangements ‘pertaining to the concept of operations developed among Federal, State, -
and local agencies and other support organlzatrons havmg an emergency response role wrthln
the EPZs . o , :

13.3.3.2.4 Conclusrons

As discussed above, the apphcant has rdentrfred the EROs, lncludmg the functions and
responsibilities for major elements of response, and the Iegal bases for State and local"
authontles In addition, the apphcant has described contacts and arrangements among the
agencres ‘and other support organizations having a response role within the EPZ. Based on its
review, the staff concludes that the proposed major feature A is consistent with the guidelines in
RS-002 and Supplement 2. Therefore, this feature is acceptable and meets the requirements
of 10 CFR 52.17(b)(2)(i), 10 CFR 52.18, and Sections IIl and IV.A of Appendix E to 10 CFR -
Part 50, insofar as it describes the essential elements of advanced planmng that have been -
considered for drganization control, as set forth above. .

13.8. 3 3 Ons:te Emergency Orgamzatrons (Supplement 2, Major Feature B)

13.3.3.3.1 Technical Information in the Apphcatuon K

SSAR Figure 13.3-3 illustrates the interfaces for the functional areas of emergency activity. :In -
addition, SSAR Section 13.3.2 states that the applicant's emergency plan takes advantage of
the emergency planning resources, capabilities, and organization that Virginia-Power has
already established and currently maintains at the NAPS site. The applicant stated that it would
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extend the existing emergency planning and preparedness activities to the proposed new
unit(s). SSAR Section 13.3.2.2 states that the ESP site is adjacent to a preexisting nuclear
facility with existing State and local emergency plans. The SSAR, therefore, relies on and
refers to the information contained in these existing plans. No significant differences exist
between the major features proposed in the application and the major features discussed in
existing plans and relied on in the application.

NAEP Section 5.4, “Coordination with Participating Government Agencies,” provides further
details associated with the existing interfaces for functional areas of emergency activity and
includes applicable group interface block diagrams in NAEP Figures 5.3 and 5.4.

SSAR Section 13.3.2.2.2.b.2 states that the existing units (i.e., North Anna Units 1 and 2)
maintain agreements for police, firefighting, rescue squad, medical, and hospital services and
that these agreements would apply to the ESP site. - Appendix-10.1 to the NAEP contains
letters of agreement with various Federal, State, and local organizations. . As discussedin .
Section 13.3.2 of this SER, the staff asked the applicant, in RAl 13.3-1, to explain how the
existing arrangements address any impact that an additional reactor(s) at the site would have
on government emergency planning responsibilities. In its response, the applicant provided
letters of agreement, which had been revised to specifically acknowledge an awareness by
support agencies of the ESP application for the NAPS site, and to state that the existing agency
arrangements would apply to a prospective additional reactor(s) at the NAPS site.

13.3.3.3.2 Regulatory Evaluatlon

SSAR Section 13.3.2.2 presents the major features of the appllcant’s emergency plan The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2in
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the
guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents
planning standards and evaluation criteria applicable to a major features emergency plan.

In its review of the application, the staff considered the regulatory requirements in 10 CFR
52.17(b)(2)(i), 10 CFR 52.18, and Sections Il and IV.A of Appendix E to 10 CFR Part 50.
Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major features of the
emergency plans for NRC review and approval, in consultation with FEMA, in the absence of .
complete and integrated emergency plans. Under 10 CFR 52.18, after consultation with FEMA,
the NRC will determine whether the major features of emergency plans submitted under .
10 CFR 52.17(b)(2)(i) are acceptable. RS-002 and Supplement 2 provide guidance concerning
the review and evaluation of emergency planning information given in an ESP application.
Supplement 2 also provides specific evaluation criteria for the major features of emergency
plans, including those which apply to major feature B, “Onsite Emergency Organizations.”

Major feature B calls for the applicant to identify interfaces between and among the onsite

functional areas of emergency activity, local services support, and State and local government
response organizations, including the services to be provided by local agencies.

13. 3 3 3.3 Technical Evaluatlon

The applicant identified the lnterfaces for the functional areas of emergency actuvnty in SSAR
Figure 13.3-3, which depicts a block diagram connection between the onsite station facilities
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and the offsne Federal, State, ‘and local EROs. In addition to the block diagram illustration, the
applicant gave detailed descnptrons throughout SSAR Section 13.3.2.2.2 of the functional
mterfaces and support that vanous Federal State and local entmes would provrde

SSAR Section 13.3.2.2.2.b.2 states that the ex1st|ng units (i.e.; North Anna Unlts 1and2)-
maintain agreements | for police, flreflghtlng, rescue squad, medrcal and hospital services and
that these agreements would apply to the ESP site. ' In addition, SSAR Section 13.3.2.2.2.a.6 ¢
states that these Ietters of agreement are malntalned wrthln the NAEP B -
The staff reviewed the NAEP and found that NAEP Section 5 4 gives further detarls assocrated
with the' exxstmg interfaces for the functional aréas of emergency response, including various -
related services that would be provided. In addition, NAEP Figures 5.3 and 5.4 provide -
comparable block diagrams which illustrate these functional interfaces. The staff finds that this
information adequately identifies the mterfaces between and among the onsite functronal areas
of emergency activity, local servuces support and State and local government response
organlzatlons ) : S

The staff also reviewed the exrstrng letters of agreement in Appendrx 10.1to the NAEP whrch :
provide additional descrlptlons of Specmc capabilities and various onsite and offsite :
organizational interfaces. As discussed in Section 13.3.2 of this SER, the letters of agreement‘
were updated to reflect that the existing arrangements would apply to a prospective additional
reactor(s) at the NAPS site, consistent with the application. Accordingly, the staff finds that the
information given in SSAR Section 13.3.2.2.2, the NAEP, and the updated letters of agreement
adequately identify the services to be provided by local agencnes for handling emergencnes
|nclud|ng a descrlptlon of the arrangements for such services.

13.3.3.3.4 Conclusrons

As discussed above, the applicant has rdentmed the interfaces between and among the onsute
functional areas of emergency activity, local services support, and State and local government
response organizations for the ESP site. In’ addition, the applicant has identified the services -
.and described the arrangements to be provrded by various local agencies, and it has submltted
adequate letters of agreement.” Based on its review, the staff concludes that the proposed - -
major feature B is consistent with the guidelines in RS-002 and Supplement 2.. Therefore, this
feature is acceptable and meets the requirements of 10 CFR 52.17(b)(2)(i), 10 CFR 52.18, and
Sections lll'and IV.A of Appendix E to 10 ‘CFR Part 50, insofar as it déscribes the essential .
elements of advanced planning that have been consudered for the onsrte ERO as set forth

above

13.3.3.4 Emergency Response Support and Resources (Supplement 2 Major Feature C)

13.3.3. 4 1 Techmcal lnformatlon in the Apphcatron -

~

SSAR Sectuon 13.3.2.2.2.0 states that crrcumstances promptlng the |mp|ementat|on of an
emergency response may necessntate augmentatlon ‘of Dominion’s resources. - Dominion may .
request such assistance from the Federal Government radlologrcal laboratones and nuclear or
other facilities and organlzatlons '
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SSAR Section 13.3.2.2.2.c.1 states that the Federal Response Plan (FRP) provides the
mechanism for coordinating the delivery of Federal assistance and resources to augment
efforts of State and local governments overwhelmed by a major disaster or emergency. The,
FRP supports implementation of the Robert T. Stafford Disaster Relief and Emergency
Assistance Act (42 U.S.C. § 5121, et seq.), as well as individual agency statutory authorities,
and supplements other Federal emergency operations plans developed to address specific
hazards. The U.S. Department of Homeland Security has primary responsibility for
coordinating Federal emergency preparedness, planning, management, and disaster
assrstance functions, mcludmg the establishment of Federal disaster assistance policy.

In addmon the Federal Radrologrcal Emergency Response Plan (FRERP) outlrnes the Federal
Government’s concept of operations for responding to radrologrcal emergencies. This plan also
describes Federal policies and planning considerations which form the basis for the FRERP
concept of operations and agency-specific Federal response plans. The FRERP also specrfres
the authonty and responsrblllty of each Federal agency that may have a significant role in such’
emergencies. Under the provisions of the FRERP, DOE may respond to a State orlead
Federal agency request for assistance by dispatching a radiological assistance program (RAP)
team. If the situation warrants more assistance than a RAP team can provide, DOE would alert
or activate additional resources. These resources may include the establishment of a Federal
Radiological Monitoring and Assessment Center (FRMAC) to be used as an on-scene’ ’
coordmatron center for Federal radiological assessment activities.

NAEP Section 5.4. 7 “Federal Radlologrcal Monltorlng and Assessment Center (FRMAC)
Operations Plan,” states that the FRMAC may be activated when a major radiological
emergency exists. The Federal Government would respond when a State, other government
entity with jurisdiction, or a regulated entity requests Federal support. The station emergency
manager, recovery manager, or corporate response manager may request FRMAC assistance
dlrectly or through the NRC (as lead Federal agency)

SSAR Section 13.3.2.2 states that the ESP srte is adjacent toa preexrstrng nuclear facility with
existing State and local emergency plans. The SSAR, therefore, relies on and refers to the
information contained in these existing plans. No significant differences exist between the |
major plan features proposed in the application and those discussed in existing plans and relred

on in the applrcatron

COVRERP Sectlon Vil, “Orgamzatron " states that Federal response teams represented in the
emergency operations facility (EOF), State emergency operations center (EOC), and/or other
locations would support the State organization. Additional Federal assistance may be obtained
through the State EOC from (or through) DOE, the NRC, and FEMA. Section I.E, “Department
of Emergency Management of Appendix 1 to the COVRERP states that VDEM would notify all
other State agencies and support organizations which have emergency task assignments
identified in the COVRERP. In addition, VDEM would request assistance from the Federal
Government in accordance with the FRERP. Section II, “Federal Agencies,” of Appendix 1 to
the COVRERP provides further detailed descriptions of available Federal resources, as well as
the procedures for requesting assistance. - The county RERPs state that local requests for
Federal assistance would be made through the State EOC. In addition, the county RERPs
identify the facilities and organizations that would provide assistance in an emergency and the
positions that are responsible for contacts and arrangements with other organizations.
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SSAR Section 13.3.2.2.2.c.2 identifies the radiological count laboratory resources that are -
available through the Commonwealth of Virginia to respond to emergencies at the NAPS site.
This section also provrdes estimated travel times to the NAPS site for each laboratory. If
necessary, additional resources could be obtained through purchase agreements with private
institutions. The following list is consistent with NAEP Section 5.3.2, “Vendor and Contractor

Support™

The University of Virginia, Charlottesville, Virginia (45 min)
Virginia Commonwealth Laboratories, Richmond, Vtrglnla (75 min)
“Medical College of Virginia, Richmond, Virginia (75 min)
~ Newport News Shipbuilding & Drydock, Newport News, Virginia (3.5 hours)
VDH Radlologlcal Health Program Moblle Laboratory (60 min)

COVRERP Sect|on VIL.C states that VDEM coordlnates the overall emergency response, whrle
VDH (through the Bureau of Radiological Health (BRH)) provrdes technical adviceand =~
assistance on radlologrcal exposure control and radrologrcal ‘monitoring. ‘Appendix 4, 'g
“Emergency Response to the COVRERP states in Section 1, “Operational Concepts and
Procedures,” that, when notified, BRH initiates accident assessment to provide guidance’ and
assistance to the local government and the State EOC. BRH would perform accident
assessment, monitoring, and sample collection :

Appendix 5, “Accident Assessment to the COVRERP states that the State Radrologlcal
Emergency Response Team (RERT) has a mobile laboratory which can be operational onsite
within 3 hours of notification and is capable of 24-hour operation. The mobile lab would be -
posrtroned at one of the staging areas located near the nuclear station. Personnel from the
nuclear facility or a Federal agency may supplement the RERT. Local governments would -
conduct radiological monitoring in accordance with their county RERPs and report’ the results to
the EOF.

SSAR Section 13.3.2.2.2.¢.4 addresses contacts and arrangements for assistance from the ‘
various response organizations. Personnel! within the EOF would coordinate outside o
assistance, WhICh would include interfaces with all levels of government, private sector
response orgamzatlons and other commercial nuclear operators. In addition to prearranged
support, contacts and arrangements for, assrstance from Federal Government, radiological
laboratories, and nuclear or other facrhtres and’ orgamzatlons could be requested if
circumstances prompting the rmplementatron of an emergency response necessrtated
augmentation of Dominion’s resources. u

NAEP Sectron 5. 3 “Augmentatron of Onsrte Emergency Organrzatron " states that assistance
may be requested from any organization deemed necessary to mitigate the conditions causing
the emergency, and Appendrx 10.1, “Letters of Agreement,” to the NAEP lists participating
agencies and support services, with whom emergency support services have been negotiated.
Appendix 10.1 1o the NAEP contains letters of agreement for two of the five listed radiological
laboratory resources (i.e., the Medical College of Vrrglma Hosputals and PhyslcnansNrrgmla
Commonwealth Unrversrty (MCVHNCU) and VDH)

The letter of agreement for the MCVH/VCU states that the “Radlatlon Emergency
Plan——MCVHNCU—Vrrgrma Power” outlines its 24-hour services in greater detail. B
Appendix 10.9 to the NAEP references the February 16, 2000, revision of the plan. This plan’
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addresses the capabilities for providing medical care for radiation emergencres in the central
Virginia region and supports the Dominion Resources nuclear reactor stations in the event of
occupational or major accidents; this would include the ESP site. In addition, the letter of
agreement lists specific services that would be provided, upon verification of an emergency at
the ESP site, and includes treatment of injured and radioactively contaminated patients,
monitoring and counting equipment for the detection and analysis of radioactivity or radiation,
and decontamination supplies.

The letter of agreement with VDH outlines its commitment to respond to any radiological
emergency at NAPS, with VDEM serving as lead agency for the Commonwealth under the
framework of the COVRERP. As reflected on the VDH Web site, the Radiological Health
Program administered by VDH has an RERT equipped with field instrumentation for monitoring
radiation and a mobile laboratory for performing laboratory analysis, so that a rapid assessment
of a radiological incident can be made and appropriate recommendations provided to State and
local officials. The Radiological Health Program maintains a 24-hour duty officer who is
available to respond to any radiological incident or to request additional resources, if needed.
The Radrologlcal Health Program’s emergency preparedness activities are coordinated with
VDEM, which is responsible for the coordination of the State’s response and the State

emergency plan.

SSAR Section 13.3.2.2.2.i addresses contacts and arrangements for assistance associated
with accident assessment; SSAR Section 13.3.2.2.2.1 provides contacts and arrangements for
medical and public health support. In addition, consistent with the appllcatlon the NAEP
addresses contacts and arrangements with vendor and contractor support in NAEP '
Section 5.3.2, local services support in NAEP Section 5.3.3, and participating government
agencies in NAEP Section 5.4. Sections 13.3.2, 13.3.3.2, 13.3.3.3, 13.3.3.10, and 13.3.3.13 of
this SER also describe contacts and arrangements made with emergency response support

organizations.

SSAR.Section 13.3.2.2.2.c identifies radiological laboratories and their general capabilities and
expected availability to provide radiological monitoring and analyses services duringan
emergency. In RAl 13.3-4, the staff asked the applicant to clarrfy the listing of radiological -
count laboratory resources in SSAR Section 13.3.2.2.2.¢.2, in regard to whether additional
resources exist beyond the five listed that could be obtained on an as-needed basis. In
addition, the staff asked the applicant to identify the general capabrlrtres and expected '
availability to provide radiological monitoring ‘and analyses services during an emergency in -
support of the ESP site for (1) the University of Virginia, Charlottesville, Virginia, (2) Virginia
Commonwealth Laboratories, Richmond, Virginia, and (3) Newport News Shipbuilding &
Drydock, Newport News, Virginia. In its response, the applicant stated that the listing of private
institutions is a sampling of relatively nearby sources of assistance and that, if such assrstance
should be needed, it would be procured in a timely manner from any available source.

In addrtron the applrcant stated that the University of Virginia has a level-one trauma center and
teaching hospital. Its Office of Environmental Health and the Radiation Safety manages all”-
aspects of the use of radioactive materials and radiation- producmg equipment. The Virginia
Commonwealth Laboratories provide analytical testing services and may be called on to
respond to various health and environmental emergencies in Virginia. Its Bureau of Analytical
Services performs analytical testing for State regulatory, environmental, and publrc health
programs. It also has laboratories that can analyze water, sediment, tissue, air, soil, and other
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samples for the presence of metals and radiation. Finally, Newport News Shipbuilding & Dry
Dock is the nation’s sole designér, builder, and refueler of nuclear-powered aircraft carriers. It
has the necessary staff and facilities to support radiological surveys, monitoring, and analysis
functions; it has provrded servrces to more than half of the country’s nuclear utilities.

in RAI 13.3- 14(a) the staff asked the appllcant for more mformatron regardlng the avallabrllty
and capability of laboratories referred to in the State and local emergency plans. The apphcant
responded to this RAI in its submittal dated October 20, 2004. . The applicant stated that these
capabilities are outlined in Appendix 17.5 to the VDH Radiological Health Program’s plan which
addresses 24-hour availability, with the use of a large and small mobile lab in addition to frxed
facilities at the Division of Consolidated Laboratory Services. .

13.3.3.4.2 Regulatory Evaluatron

SSAR Sectlon 13.3.2.2 presents the major features of the apphcant’s emergency plan The .
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2in -
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the
guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents
planmng standards and evaluatlon cnterla appllcable to a major features emergency plan.

In its review of the application, the staff consrdered the regulatory requrrements in 10 CFFl
52.17(b)(2)(i), 10 CFR 52.18, and Sections Ill, IV.A, IV.B, and IV.D of Appendix E to 10 CFR
Part 50. Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major features of
the emergency plans for NRC review and approval, in consultation with FEMA, in the absence -
of complete and integrated emergency plans. Under 10 CFR 52.18, after consultation with
FEMA, the NRC will determine whether the major features of emergency plans submitted under
10 CFR 52.17(b)(2)(i) are acceptable. RS-002 and Supplement 2 provnde guidance concerning
the review and evaluation of emergency planning information grven in an ESP application.
Supplement 2 also provides specific evaluation criteria for major features of .emergency plans,
including those which apply to major feature C, “Emergency Response Support and
Resources.” : .

Major feature C calls for the applicant to descrrbe contacts and arrangements for requestrng _
Federal assistance, as well as assistance from radiological laboratories and nuclear or other
facilities and organizations. The application should also identify the general capabilities and
expected availability of radiological monitoring and analysis services. S

13.3.3.4.83 Technical Evaluation

SSAR Section 13.3.2.2.2.¢ describes the basic Federal emergency response plans that could
be called upon to assist the licensee, as well as those of the State and local governments. - -

SSAR Section 13.3.2.2.2.¢.3 addresses assistance from other facilities and organizations,
including Dominion Resources and its subsidiaries, Virginia Power ‘and Dominion, and the
Institute of Nuclear Power Operations. The Surry Power Station in Vlrglma and the Millstone
Power Station in Connecticut can also provxde assistance. In addition, Federal agencies and
various radiological laboratories, as identified in SSAR Section 13.3.2.2.2.c, can provrde
assistance. NAEP Sections 5.3.2, 5.3.3, and 5.4 also identify sources of assistance in an
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emergency. Section 13.3.2 of this SER discusses the assocrated descrrptron of contacts and
arrangements made with response organrzatrons : ,

In RAI 13.3-14(a), the staff asked for information regarding the availability and capabrlrty of
laboratories referred to in State and local emergency plans. The staff identified the
consideration of this information as Open Item 13.3-1. The staff reviewed the applicant’s
response dated October 20, 2004, and finds it acceptable. Therefore, Open ltem 13.3-1 is
resolved. The staff finds that the applicant has adequately described the provisions that exist
for requesting emergency response support and resources.

13.3.3.4.4 Conclusions

As discussed above, the applicant has described provisions for requesting Federal assistance,
and it has identified nuclear and other facilities and organizations that can be relied on to
provide assistance in an emergency, including the general capabilities and availability of
radiological laboratories. In addrtron the applicant has described the contacts and
arrangements made with the response organizations. Based on its review, the staff concludes
that the proposed major feature C is consistent with the guidelines in RS-002 and

Supplement 2. Therefore, this feature is acceptable and meets the requirements of 10 CFR
52.17(b)(2)(i), 10 CFR 52.18, and Sections lll, IV.A, IV.B, IV.C, IV.D, and |V.E of Appendix E to
10 CFR Part 50, insofar as it describes the essential elements Of advanced planning that have
been considered for emergency response support and resources, as set forth above.

13.3.3.5 Emergency Classification System (Supplement 2, Major Feature D)
13.3.3.5.1 Technical Inforrnation in the Application

SSAR Sectron 13.3.2.2.2.d states that the apphcant would.use an emergency classification
scheme with the four classifications listed below in the event of an emergency. The applicant
would use EALs to determine when and what type of protective measures should be considered
within and outside the NAPS site boundary to protect health and safety. The applicant stated
that the COVRERP and local government RERPs would provide an emergency classification
level scheme consistent with that established by Dominion, as required by 44 CFR 350.5(a)(4).
This scheme includes the following classifications:

notification of unusual event
alert

site area emergency
general emergency

SSAR Section 13.3.2 states that the emergency plan takes advantage of the emergency -
planning resources, capabilities, and organization that Virginia Power has already established
and currently maintains at the NAPS site. The applicant would extend the existing emergency
planning and preparedness activities to include the proposed new unit(s). SSAR

Section 13.3.2.2 states that the ESP site is adjacent to a preexisting nuclear facility with existing
State and local emergency plans. The SSAR, therefore, relies on and refers to the information
contained in these existing plans. No srgnlfrcant differences exist between the major features
proposed in the application and the major features discussed in existing plans and relied on in
the application.
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COVRERP Section VILA, "Emergency Classification Levels for Nuclear Facilities,” and the
county RERPs provide an emergency classification scheme which is consistent with the four
classifications listed above. With regard to specific EALs, SSAR Section 13.3.2.2.2.d.1 states
that the COL or CP applicant would propose site-specific EALs in its COL or CP application and
that the COL or CP applicant would discuss and agree to the EALs with the Commonwealth of
Virginia and local government authorities. The COL or CP apphcant would then submnt the
EALs to the NRC for approval. : : -

13.3.3.6.2 Regulatory Evaluation

SSAR Section 13.3.2.2 presents the major features of the appllcant s emergency ptan The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2in
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the
guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents . -
plannrng standards and evaluatron cntena applrcable toa major teatures emergency plan

In rts review of the appllcatlon the staff consrdered the regulatory requrrements of 10 CFR
52.17(b)(2)(i), 10 CFR 52.18, and Sections Il and IV.C of Appendix E to 10 CFR Part 50.
Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major.features of the
emergency plans for NRC review and approval, in consultation with FEMA, in the absence of
complete and integrated emergency plans. Under 10 CFR 52.18, after consuitation with FEMA,
the NRC will determine whether the major features of emergency plans submitted under -

10 CFR 52.17(b)(2)(i) are acceptable. RS-002 and Supplement 2 provrde guidance concerning
the review and evaluation of emergency planning information given in an ESP application.
Supplement 2 also provides specific evaluation criteria for the major features of emergency
plans, mcludnng those WhICh apply to major feature D, “Emergency Classmcatnon System S

Major feature D calls for the apphcant to estabhsh a standard emergency classrflcatuon scheme
that is consistent with Appendix 1 to NUREG-0654/FEMA-REP-1. Major feature D also calls for
the State and local organizations to establish an emergency classnflcatlon scheme thatis
consistent with that proposed by the applicant. .- . - : 5 e~

13.3.3.5. 3 Technical Evaluatron

As stated in SSAR Sectlon 13.3.2.2.2.d the staff flnds that the apphcant would use an ‘ )
emergency classification scheme consisting of the four classifications required by 44 CFR :..
350.5(a)(4). Based on its review, the staff finds that these four proposed emergency - - - -
classifications are consistent with those in Appendix 1 to NUREG-0654/FEMA-REP-1. The
staff also finds that the emergency classification schemes established by the State in -
COVRERP, Section VII.A, and by the local orgamzatrons in the county RERPs are consistent
with that proposed by the applrcant _ . . . , -

13.3.3.5.4 Conclusrons

As discussed above, the applicant has specified a standard emergency classification scheme,
which is consistent with that set forth in Appendix 1 to NUREG-0654/FEMA-REP-1, and with
those established by the State and local EROs. .Based on its review, the staff concludes that
the proposed major feature D is consistent with the guidelines in RS-002 and Supplement 2.
Therefore, this feature is acceptable and meets the requirements of 10 CFR 52.17(b)(2)(i}, -
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10 CFR 52.18, and Sections Il and IV.C of Appendix E to. 10 CFR Part 50, insofar as it
describes the essential elements of advanced planning that have been considered for the
emergency classification system, as set forth above.

13.3.3.6 Notification Methods and Procedures (Supplement 2, Major Feature E)
13.3.3.6.1 Technical Information in the Application

SSAR Section 13.3.2.2.2.e describes the bases for notifying response organizations.
Reference is made to SSAR Section 13.3.2.2.2.d, which states that the initial classification
and declaration of an emergency class would be in accordance with the four categories of
an emergency classification scheme, which is consistent with Appendix 1 to :
NUREG-0654/FEMA-REP-1.” The normal process for alerting, notifying, and mobilizing the
ERO is multifaceted, including alarms, announcements, pagers, telephones, and online
messages. The applicant would make subsequent notifications, including providing specific
information pertaining to the emergency, to the Commonwealth of Virginia and the NRC and
would activate the Emergency Response Data System (ERDS).? Site personnel at NAPS, -
including security personnel and/or personnel from the Virginia Department of Game and Inland
Fisheries, would alert individuals within the NAPS exclusion area.?

in SSAR Section 13.3.2.2.2.e, the applicant further stated that the Commonwealth of Virginia
and local authorities, with the assistance of the Virginia State Police (VSP), would alert the
public within the 10-mile EPZ. The sounding of the alert and notification system (ANS) sirens:
already installed around the NAPS site is the primary method of alerting the public. The . -
applicant stated that the existing ANS would support the new units. Other alerting methods
might include telephone communications; television and radio communications via the -
emergency alert system (EAS) stations, public address systems, bullhorns from patrol cars,
and personal contacts.” The applicant also stated that written, preplanned messages would -.
be consistent with the emergency classification level scheme in Appendix 1:to -
NUREG-0654/FEMA-REP-1. The messages would give instructions on the nature of the
emergency and information concerning the recommended protective action, sheltering, thyroid-
blocking potassium iodide (Kl), or evacuation.

SSAR Section 13.3.2 states that the emergency plan takes advantage of the emergency
planning resources, capabilities; and organization that Virginia Power has already established
and currently maintains at the NAPS site. The applicant would extend the existing emergency
planning and preparedness activities to include the proposed new unit(s). SSAR

*The ERDS is a direct, near real-time electronic data link between the licensee’s onsite
computer system and the NRC Operations Center that provides for the automated transmission
of a limited data set of selected parameters (see Section VI.1 of Appendix E to 10 CFR
Part 50).

3The exclusion area refers to that area surrounding the reactor in which the reactor
licensee has the authority to determine all activities, including exclusion or removal of personnel
and property from the area (see 10 CFR 50.2, “Definitions”). For purposes of the NAEP, the
area within 5000 feet (ft) of the former North Anna Unit 3 contamment is defined as the NAPS
exclusion area (see NAEP Section 6.3.2).
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Section 13.3.2.2 states that the ESP site is adjacent to a preexisting nuclear facility with existing
State and local emergency plans. The SSAR, therefore, relies on and refers to the information
contained in these existing plans. No significant differences exist between the major features
proposed in the application and the major features drscussed in existing plans and relied on in
the appllcatlon ey - e ams :

COVRERP Sectron Vil C “Notification and Warning,” states that the notification and warmng
process is based on the four emergency classifications (i.e., notification of unusual event; alert,
site area emergency, and general emergency). Section Il. B “Procedures,” of Appendrx 3tothe
COVRERP describes procedures for notifying State agencies and risk junsdrctrons which are .
then responsible for mobilizing emergency personnel according to task lists. The document
also provides authority for direct notification, should the Virginia EOC be unreachable. The
county RERPs describe the bases for notifying, alerting, and mobilizing emergency responders.
Appendix 1 to the county RERPs contains a detailed procedure of notification and mobilization
actions for emergency response personnel. ,

Section II.C, “Public Alerting and Warnlng, ‘of Appendix 3 to the COVRERP describes
procedures for public alerting and notifying. Primary responsibility for pubhc alert and
notification resides with the State. This section also describes the process for notrtymg o
transient populatlons and special facilities, including backup notification methods. The EAS
would be the primary method of providing public instruction. -

Sirens do not cover Orange County and parts of the other risk jurisdictions. Section .G, “Alert
and Warning Means,” of the Orange County RERP describes the alert and notification ,
procedures that sheriff deputy cruisers (equipped with loudspeakers) would perform, backed up
by EAS broadcasts and telephone notifications. According to the RERP, State and local
officials would provide instructions using EAS broadcasts. In addition, State and local officials
would make special announcements to the three largest population centers by fax, telephone
and EAS broadcasts, with internal route alerting by local police. :

Section VIill.D of the Louisa County RERP describes the public alert and notification 'methods
Primary alerting is by the emergency siren system in place for the NAPS site. Louisa County
can initiate its emergency alert sirens. Local television and radio stations that are part of the
EAS would provide notification and instruction. Appendix 2 to the Louisa County RERP
contains the procedure for the public information officer to release emergency instructions usrng
the EAS stations. The remaining county RERPs are similar to that for Louisa County. .

NAEP Section 6. 0, “Emergency Measures Sectron 6.1, “Actlvatlon of the Emergency Plan .
Section 6.3, “Protective Actions,” and Section 7.6, “Early Warning System,” provide additional
information concerning the bases and methods for communlcatlng with response orgamzatrons
and the public. : S , .

13.3.3.6. 2 Regulatory Evaluatron

SSAR Sectlon 13.3.2. 2 presents the major features of the applrcant s emergency plan The
applicant stated that it prepared the mformatron presented in SSAR Sectron 13.3.2.21in :
accordance with 10 CFR 52.17(b)(2)(i) and Appendrx E to 10 CFR Part 50, and considered the
guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents '
planning standards and evaluation criteria applicable to a major features emergency plan. The
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staff finds that the applicant identified the regulatory requirements and guidance applicable to
the proposed major features of emergency plans for an ESP application.

In its review of the application, the staff considered the regulatory requirements in 10 CFR
52.17(b)(2)(i), 10 CFR 52.18, and Sections Ill and IV.D of Appendix E to 10 CFR Part 50.

Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major features of the
emergency plans for NRC review and approval, in consultation with FEMA, in the absence of -
complete and mtegrated emergency plans Under 10 CFR 52.18, after consultation with FEMA,
the NRC will determine whether the major features of emergency plans submitted under

10 CFR 52.17(b)(2)(i) are acceptable. RS-002 and Supplement 2 provide guidance concerning
the review and evaluation of emergency planning information glven in ESP applications.
Supplement 2 also provides specnflc evaluation criteria for major features of emergency plans,
including those which apply to major feature E, “Notification Methods and Procedures.”

Major feature E calls for the applicant to describe the mutually agreeable bases for notifying
response organizations, consistent with the emergency classification scheme in Appendix 1 to
NUREG-0654/FEMA-REP-1, including the method for alerting, notifying, and mobilizing
personnel. The application should also describe the administrative and physical means for
notifying and promptly instructing the public within the 10-mile EPZ.

13.3.3.6.3 Technical Evaluation

SSAR Section 13.3.2.2.2.e.1 states that notifications to the Commonwealth of Virginia and risk
jurisdictions would be in accordance with SSAR Section 13.3.2.2.2.d, which lists the four -
emergency classifications of notification of unusual event, alert, site area emergency, and
general emergency. The COVRERP and county RERPSs all use the same four emergency
classifications, which are consistent with those in Appendix 1 to NUREG-0654/FEMA-REP-1.
The staff finds that each organization has described mutually agreeable bases for the
notification of response organizations and that each is consistent with the emergency
classification scheme in Appendix 1 to NUREG-0654/FEMA-REP-1.

SSAR Section 13.3.2.2.2.e.2 states that the normal process for alerting, notifying, and
mobilizing the EROs includes, but is not limited to, alarms, announcements, pagers,
telephones, and online messages. Section II.B of Appendix 3 to the COVRERP states that the
facility operator would notify local governments within the 10-mile EPZ and the Virginia EOC by
the Insta-Phone. The staff finds that the COVRERP and county RERPs provide detailed
notification procedures and that this information adequately describes the methods for alerting,
notifying, and mobilizing emergency response personnel.

As stated in SSAR Section 13.3.2.2.2.e, the staff finds that Dominion would rely on the
already-installed ANS around the NAPS site to support the new units, and the Commonwealth -
of Virginia and risk jurisdictions have ultimate responsibility for warning the public. While
sounding the ANS sirens remains the primary method of alerting the public, other alerting
methods may include telephone, television and radio (via the EAS stations), public address
systems, bullhorns from patrol cars, and personal contact. The COVRERP and the county
RERPSs provide procedures for public alerting and notifying. The staff finds that this information
adequately describes the administrative and physical means for notifying and promptly
instructing the public within the 10-mile EPZ.
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13.3.3.6.4 Conclusions -
As discussed above, the applicant has described the mutually agreeable bases for notifying
response organizations, which is consistent with that set forth in Appendix 1 to
NUREG-0654/FEMA-REP-1, and includes the method for alerting, notifying, and mobilizing -
personnel. ‘In addition, the appllcant has described the administrative and physical means for .
notifying and promptly instructing the publrc within the 10-mile EPZ. Based on its review, the
staff concludes that the proposed major feature E is consistent with the guidelines in RS-002
and Supplement 2. Therefore, this feature is acceptable and meets the requirements of . .
10 CFR 52.17(b)(2)(i), 10 CFR 52.18, and Sections lll and IV.D of Appendix Eto 10 CFR .
Part 50, insofar as it describes the essential elements of advanced planning that have been .
considered for notification methods and procedures, as set forth above. -

13.3.3.7 Emergency Communrcatlons (Supplement 2, Major Feature F)
13.3.3. 7 1 Technrcal lnformatron in the Applrcatron

SSAR Sectron 13.3.2.2.2.f states that Domrnlon would provrde the means for prompt
communications with the Commonwealth of Virginia, risk jurisdictions, and Federal Government
EROs; the means to alert and activate the ESP site ERO; and arrangements for communicating
with medical support facilities. The ESP site ERO.would be alerted for activation by.way of .
multiple communications methods (e.g., plant alarms and/or announcements, pagers, .
telephones, online messages). ‘Dominion would maintain the capabllrty of notifying both the
Commonwealth of Vrrgrma and the risk jurrsdrctrons within 15 min after declanng an emergency.

NAEP Sectlon 7.2.2. 4 “Dedrcated NRC Communications,” states that separate telephone lrnes
are dedicated for communications with the NRC rncludrng the following: , .

Emergency Notification System (ENS)

Health Physics Network (HPN) . .. .
Reactor Safety Counterpart Link (RSCL)
Protective Measures Counterpart Llnk (PMCL)
‘ERDS

SSAR Sectlon 13.3.2.2.2.f.5 states that the ESP site can commumcate wrth the hosprtal servrce
described in SSAR Section 13.3.2.2.2.1. The ESP site would also be able to communicate with .
an ambulance by use of an ultra-high frequency (UHF) radio or mobile telephone, and the
ambulance can communicate with the hospital by way of the hosprtal emergency and .
admrnrstratrve radio (HEAR) system or moblle telephone A -

NAEP Sectron 6.4.3, “Medrcal Transportatron ” states that the statlon can communrcate wrth o
MCVH. In addition, Appendix 10.9, “Radiation Emergency Plan—MCVH/VCU—Virginia Power,”
to the NAEP states in Section VII.C, “In Route Communications During Transportation to
MCVH,” that the Department of Emergency Medicine at MCVH has three systems for.
communicating with incoming ambulances (r e, the HEAR system coronary observation radio, -
and cellular telephone) o Lo . : ,

SSAR Section 13.3. 2 2 states that the ESP srte is adjacent toa preexrstlng nuclear facility with
existing State and local emergency plans. - The SSAR, therefore, relies on and refers to the .

13-25



I§4: |

information contained in these existing plans. No significant differences exist between the
major features proposed in the application and the major features discussed in existing plans
and relied on in the application.

Section IL.A, “Notification and Warning,” of Appendix 3 to the COVRERP describes provisions
for communications between the NAPS site and the State. ‘Insta-Phone (a dedicated hot-loop
system) would serve as the primary means of notification, which would permit simultaneous
notification of the Virginia EOC and the local governments within the 10-mile EPZ. Radio,
commercial telephones, and facsimile machines would serve as a backup. - Local governments
within the 50-mile EPZ would be notified using the Virginia Criminal Information Network, with
commercial telephone as backup.” The county RERPs also specify these same types of
communication systems. »

Appendix 9, “Communications,” to the COVRERP states that the primary means of
communication between the Virginia EOC and the Federal EROs would be commercial
telephone. The FEMA Federal national radio system or national warning system would be used
as a backup. Appendix 9 to the COVRERP also descnbes the State methods for alerting and
activating emergency response personnel A .

COVRERP Section VIII.C, “Notification and Warning,” states thét, When notified by the NAPS. .

site, the Virginia EOC and the local governments would take actions as outlined at Tab A to
Appendix 4, “Emergency Response Procedures,” and in local government RERPs. The Virginia

EOC would notify BRH, other State agencies assigned emergency tasks in the COVRERP, and

the affected local governments, as appropriate. Each State organization is responsible for
activating its personnel in accordance with the organization’s procedures and the classification
level. The local government EOCs or communications centers would notify local government..
officials and supporting organizations, and carry out emergency responsibilities and implement .
procedures in accordance with the local government RERPs. The county RERPs describe
procedures for activating emergency personnel. These procedures primarily describe-
responsibilities for activating emergency personnel, rather than specifically covering the means
for activation.

Tab C to Appendix 9, “Emergency Medical Communications,” to the COVRERP describes the
radio communication capabilities of ambulances, hospitals, and other medical support activities
that would respond to a nuclear facility. These include hospital-to-ambulance, hospital-to-: -
hospital, and EOC-to-hospital communication methods. Additionally, VDEM command vehicles
are equipped for radio communication on the Virginia medical frequencies. Communications
are also available from the Louisa County Sheriff to the University of Virginia Hospital and
MCVH. The Virginia EOC can also directly contact the University of Virginia and MCVH by way
of radio. The county RERPs describe communication capabilities, consisting of commercial
and dedicated telephone lines, as well as local government radios.

In RAI 13.3-5, the staff asked the applicant to describe the specific provisions for
communications with contiguous State and local governments within the 10-mile and 50-mile
EPZs and with Federal EROs. In addition, the staff asked the applicant to describe the extent
to which it would use existing site communications. In its response, the applicant stated that
the NAEP describes provisions for communications at the plant site as they currently exist,
which include an Insta-Phone hot loop between the licensee, the Virginia EOC, and the risk
jurisdiction warning points. In addition, there is a direct automatic ring-down circuit between the
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licensee and the Virginia EOC, as well as both private branch exchange and ofi-premises
exchange access to the public switched network.'While existing site communications may be
used to support a new unit(s) constructed at the ESP site, the applicant stated that it is
premature to identify the specmc extent to which'these capabilities might be used in support of
new units at the ESP site, since equrvalent or superior means may become available as a result
of technological advancements in the future. Thus, without specifying the technology at the -
ESP stage, the applicant stated that it would énsure that a means, _compliant with regulatory
requirements, would be provided for communicating with contiguous State and local - -
governments within the 10-mile and 50-mile EPZs, as well as with Federal EROs. -

13.3. 3 7.2 Regulatory Evaluation

SSAR Sectlon 13.3.2.2 presents the major features of the applrcant’s emergency plan The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2 in-
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the
guidarice in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents .
planning standards and evaluatlon cntena appllcable to a major features emergency plan

In its réview of the applrcatron the staff consrdered the regulatory requtrements in 10 CFR
52.17(b)(2)(i), 10 CFR 52.18, and Sections Ill, IV.D,-and IV.E of Appendrx E to 10 CFR Part 50.
Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major features of the - '
emergency plans for NRC review and approval, in consultation with FEMA, in the absence of + :
complete and integrated emergency plans. Under 10 CFR 52.18, after consultation with FEMA,
the NRC will determine whether the major features of emergency plans submitted under . : .
10 CFR 52.17(b)(2)(i) are acceptable. RS-002 and Supplement 2 provnde guidance concermng
the review and evaluation of _emergency plannrng information grven in'an ESP application. :
Supplement 2 also provides specrfrc evaluation criteria for major features of emergency plans
including those which apply.to major feature F “Emergency Communrcatrons :

Major feature F calls for the applicant to |dent|fy communication provrsrons wrth State and local
governments within the EPZs, with Federal EROs, and with fixed and mobile medical support
facilities. The applrcatlon should also descrrbe provrsnons for alertlng and actlvatlng emergency
personnel. o

13.3.3.7.3 Technlcal Evaluatlon

Section |1.A of Appendix 3 to the COVRERP states that the dedrcated hot-loop lnsta Phone
system would serve as the primary means of notification and would permit simultaneous -
notification of the Virginia EOC and the local governments within the 10-mile EPZ. Radio,
commercial telephones and facsimile machines would serve as a backup. Local governments
within thé 50-mile EPZ would be notified using the Virginia Criminal Information Network wrth
commercial telephone as backup. NAEP Section 7.2.2.4 states that separate dedicated .
telephone lines with the NRC exist, including the ENS, HPN, RSCL, PMCL, and ERDS. In -
response to RAI 13.3-5, the applicant stated that existing site communications may be used to
support the new unrts ‘and equrvalent or superior means might also 'be used if they become "
available'as a result of future technological advancements.: Appendix 9 to the COVRERP.
states that the pfimary means of communications between the Virginia EOC and the Federal
EROs would be commercial telephone and that the FEMA Federal national radio systemor
national warning system would be used as a backup. SSAR Section 13.3.2.2.2.f states that the

13-27



ESP site ERO would be alerted for activation by way of multiple communications methods (e.g.,
plant alarms and/or announcements pagers, telephones, online messages).

SSAR Section 13.3.2.2.2.f.5 states that the ESP site can communicate with hospital services,
as well as an ambulance, by use of an ultra-low frequency radio or mobile telephone. The
ambulance can communicate with the hospital by way of the HEAR system or mobile
telephone. In addition, NAEP Section 6.4.3 states that the Department of Emergency Medicine
at MCVH has three systems for communicating wuth incoming ambulances (i.e., the HEAR
system, coronary observation radio, and cellular telephone).

Because the above descriptions cover the appropriate EROs and identify primary and backup
means of communications, the staff finds that the applicant provided adequate descriptions of
provisions for communications with the State and local governments, with Federal EROs, and
with fixed and mobile medical support facilities. In addition, the staff finds that the use of the
existing site communications for the ESP site is acceptable, to the extent that it would be
expanded to incorporate relevant aspects of a proposed new reactor desrgn in a COL or OL
apphcatron The staff will determine the adequacy of such mcorporatron during a COL or OL
review. The staff did not consider the availability of equivalent or superior means of
communications as a result of future technology advancements to be required for a major ‘
features review and, as such, did not review it. A COL or OL apphcant will address any such
technological advancements, and the staff will determine compliance with the requirements |n

this area during a COL or OL review.

13.3.3.7.4 Conclusions

As discussed above, the apphcant has identified communrcatron provrsrons with State and local
governments within the EPZs, with Federal EROs, and with fixed and mobile ‘medical support
facilities. In addition, the applicant has descnbed provisions for alerting and actrvatmg '
emergency personnel. Based on its review, the staff concludes that the proposed major
feature F is consistent with the guidelines in RS-002 and Supplement 2. Therefore, this feature
is acceptable and meets the requirements of 10 CFR 52.17(b)(2)(i), 10 CFR 52.18, and
Sections llI, IV.D, and IV.E of Appendix E to 10 CFR Part 50, insofar as it describes the
essential elements of advanced planning-that have been considered for emergency
communications, as set forth above.

13.3.3.8 Public Education and Information (Supplement 2, Major Feature G)

13.3.3.8.1 Technical Information in the Application

SSAR Section 13.3.2.2.2.g states that Domrmon would rmplement an emergency rnformatron
program for the public and the news media. Dominion would coordinate its public information
efforts with the Commonwealth of Virginia and local authorities to ensure that the public'is
mformed by using the best means available.

SSAR Section 13.3.2.2.2.9.1 states that Domlmon Resources provides information annually
describing the emergency notification process and actions that should be taken in the event of
an emergency to the public within the NAPS site 10-mile EPZ. This information lncludes the _

following:
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. educational information on radiation
. contact points for obtaining additional information

i protective measures (e. g:, evacuation routes and relocatlon centers, sheltenng,
respiratory protectlon radioprotective drugs) '

»  special needs of the handicapped and the transrent population ‘

In“addition, SSAFl Section 13.3.2.2.2.g.1 states that Dominion intends to rely on the program
that Virginia Power has already established for informing the public in the area surrounding the
ESP site. It would coordinate its public information efforts with the Commonwealth of Virginia
and local authorities to ensure that the public is informed by using the best means available
(e.g., telephone books, utility bill mserts publlc postmgs and periodic pubhcatlons suchas -
brochures and calendars)

SSAR Section 13.3.2.2.2.9.2 states that Domlmon Resources offers an annual program to .
acquaint the news media with emergency plans, information concerning radiation, and points of
contact for release of public informationin an emergency. Dominion intends to rely on the -
Virginia Power program for informing the media in the area surrounding the ESP site.

SSAR Section 13.3.2 states that the emergency plan takes advantage of the emergency
planning resources, capabilities, and organization that Virginia Power has already established -
and currently maintains at the NAPS site._The applicant would extend the exnstlng emergency
planning and preparedness activities to rnclude the proposed new unit(s). SSAR - -
Section 13.3.2.2 states that the ESP site is adjacent to a preexisting nuclear facility wnth exxstrng
State and local emergency plans. “The SSAR, therefore, relies on and refers to the information -
contained in these existing plans. No sngnlflcant differences exist between major features
proposed in the application and the major features dlSCUSSGd in exustlng plans and relled on in
the application.

NAEP Section 8. 8, “lnformlng the Public,” states that Domlnlon would distribute publtc
information to ensure coverage within the 10-mile EPZ. The company would also establish a
telephone system for addressing rumors, announce the telephone numbers over the EAS and
invite mdwnduals wrthm the 10- mlle EPZ to call collect : : T

Appendlx 8, “Pubhc Information,” to the COVRERP descnbes the Commonwealth's coordlnatlon
with Dominion Resources regarding public information; stating that VDEM would lead the
coordination efforts with Dominion on nonemergency public information and education. The -
State would assist local governments with their radiological information programs, as requested
by the emergency services coordinator.These actions would be coordinated with the VDEM
regional coordinator. The county RERPS in Louisa, Hanover, Caroline, and Spotsylvania -
Counties all coordinate with Domlnlon Resources and VDEM in dlssemlnatlng such
nonemergency information. : S _

Appendix 8 to the COVRERP also indicates that Dominion would offer news media -

representatives annual briefings on emergency response plans and would provide them wnth
other information regarding nuclear faollmes in the Commonwealth The county RERPs in
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Louisa, Hanover, Caroline, and Spotsylvania Counties all mention local coordination in these
annual briefings to the news media. .

In RAIs 13.3-14(b) and 13.3-14(c), the staff asked the applicant to describe the periodic
program in Orange County for informing members of the public about how they will be notified
and what actions they should take during an emergency. The staff also asked the applicant to
describe its program for periodic nonemergency briefings for the media. The applicant
responded to these RAls in its submittal dated October 20, 2004. The applicant stated that, on
an annual basis, the Commonwealth of Virginia provides the population within the 10-mile EPZ
an emergency planning information calendar with instructions to follow in case of an emergency
at the power station. The calendar includes information regarding sirens and EAS radio and
television stations for the area. ,

The applicant further stated that the Orange County public information officer or representative

would brief assembled news media hourly, on the hour, or as the situation would dictate, either _

in the Board of Supervisors meeting room or the adjacent hallway media briefing area, using
the ingestion pathway map. The public information officer would also monitor radio newscasts
and scan local newspapers to determine whether information is accurately disseminated to the
public, and take necessary corrective action (see Appendix 2 to the Orange County RERP).

13.3.3.8.2 Regulatory Evaluation

SSAR Section 13.3.2.2 presents the major features of the applicant’s emergency plan. The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2in
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the
guidance of Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents
planning standards and evaluation criteria applicable to a major features emergency plan.
In its review of the application, the staff considered the regulatory requirements in 10 CFR
52.17(b)(2)(i), 10 CFR 52.18, and Sections lll, IV.A, IV.D, IV.E, and IV.F of Appendix E to

10 CFR Part 50. Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major

* features of the emergency plans for NRC review and approval, in consultation with FEMA, in
the absence of complete and integrated emergency plans. Under 10 CFR 52.18, after -
consultation with FEMA, the NRC will determine whether the major features of émergency plans
submitted under 10 CFR 52. 17(b)(2)(l) are acceptable. RS-002 and Supplement 2 provnde
guidance concerning the review and evaluation of emergency planning information given in an
ESP application. Supplement 2 also provides specific evaluation criteria for major features of
emergency plans, including those which apply to major feature G, “Public Education and
Information.”

Major feature G calls for the appllcant to describe a program to provnde information to the public
and news media on a periodic basis. The program should address how the applicant would
notify the public, including what actions they should take in an emergency, and the applicant’s
means for acquainting the news media with emergency information.

13.3.3.8.3 Technical Evaluation

As stated in SSAR Section 13.3.2.2.2.g, the NAEP, the COVRERP, and county RERP‘s,'
Virginia Power has established a program for providing information to the public and news
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medla for the NAPS site. Dommron would rely on this program for the area surrounding the -
ESP.site. SSAR Section 13.3.2.2.2.9.1 lists the type of information that Dominion would
provide to the public, and SSAR Section 13.3.2.2.2.9.2 describes the type of information that -
Dominion would provide to the news media. The staff finds that both lists are consistent with
NAEP Section 8.8, which applies to the current NAPS site, as well as the COVRERP and |
county RERPs. In addition, Appendix 8 to' the COVRERP and thé county RERPs describe the’
coordination with Dominion Resources and with each other relating to emergency notification
and public information efforts and local coordmatron by the counties in annual news medra v

briefings.

In RAls 13. 3 14(b) and 13.3- 14(c) the staff asked for information regardlng the method for
providing information to the public in Orange County and the ‘applicant’s program for periodic,
nonemergency briefings of the media. The staff identified the consideration of this mtormatron
as Open Item 13.3-2. The staff reviewed the applrcant’s responses in their submittal dated
October 20, 2004, and find them acceptable. Therefore, Open ltem 13.3-2 is resolved.

The staff flnds that the EROs have descrrbed an adequate program to provrde a coordrnated
dissemination of information to the public on a periodic basis, including how they will be notrfred
and what their actions should be in an emergency.. In addition, the staff finds that the
organizations have an adequate program for acquainting the news media on a periodic basis -
with emergency plans information concerning radiation, and pornts of contact for the release of
public information in'an emergency.

13.3.3;8.4 Conclusions

As drscussed above the appllcant has descnbed a program to provrde rnformatron to the public
and news mediaona perrodrc basis and which addresses public notification and emergency
actions. Based on its review, the staff concludes that the proposed major feature’ Gis .
consistent with the guidelines in RS 002 and Supplement 2. Therefore ‘this featuire is * !
acceptable and meets the requirements of 10 CFR 52.17(b)(2)(i), 10 CFR 52.18,and -
Sections I, IV.B, IV.D, IV.E, and IV.F of Appendrx Eto 10 CFR Part 50, rnsofar as it descnbe_s
the essential elements of advanced plannrng that have been consrdered for publlc educatron
and information, as set forth above ,

'._A g

13.3.3.9 Emergency Facrl/tres and Equrpment (Supplement 2, Major Feature H)
13.3.3.9.1 Technical Information i rn the Applrcatron e '

SSAR Section 13.3.2.2.2.h.1 states that Dominion would make provisions for a technical
support center (TSC) located near the control room. Personnel reporting to the TSC would
provide plant management and technical support to the control room staff during emergency .
conditions. Theé TSC would have technical and data displays and plant records available to
assist in the detailed analysrs and dragnosrs of abnormal plant conditions. lt would serve as the
primary onsite communrcatrons center for the plant dunng an emergency ' ‘

SSAR Section 13.3.2.2.2.h.2 states that Dommron would provide foran operational support
center (OSC) assembly area, separate from the control room and the TSC. SSAR

Section 13.3.2.2.2.h.3 states that Dominion would provide for an EOF to manage the overall
licensee emergency response, including ‘coordination with Federal, State, and risk jurisdiction
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officials, organization of radiological and environmental assessments, and determination of
recommended public protectlve actions. The EOF would have technical and data displays and
plant records available to assist in the diagnosis of plant conditions. The EOF would serve as
the primary offsite communlcatlons center for the plant during an emergency.

SSAR Section 13.3. 2 2 states that the ESP site is adjacent to a preemstmg nuclear facnhty with
existing State and local emergency plans. The SSAR, therefore, relies on and refers to the '’
information contained in these existing plans. No sngmflcant differences exist between the
major features proposed in the application and the major features discussed in existing plans
and relied on in the application. SSAR Section 13.3.2.2.2.h.4 states that the State and risk
jurisdictions have established EOCs for use in directing and controlling emergency response
functions. COVRERP Section II.C describes the establishment of the State EOC and its
functions, noting that the State would coordinate the offsite emergency operations from the

Virginia EQOC (staffed 24 hours a day, 7 days a week) and respective local government EOCs. -

The county RERPs describe the establlshment location, and function of the local EQCs.

SSAR Sections 13.3.2.2.2.h.1 and 13.3.2.2.2.h.2 provide brief, general statements from the
criteria presented in NUREG-0696, “Functional Criteria for Emergency Response
Facilities—Final Report,” issued February 1981, for the TSC, OSC, and EOF, but do not give
specific facility- or equipment-related information.

In RAI 13.3-8, the staff asked the applicant to discuss the extent to which it intended the
application to address evaluation criteria V.H.1 and V.H.2 of Supplement 2 for the TSC, OSC,
and EOF, including the criteria of NUREG-0696. In addition, the staff asked the applicant to
state whether Dominion intends to use the existing TSC, OSC, and EOF, which support North
Anna Units 1 and 2, for the ESP. site. If so, the applicant should provide information consistent
with evaluation criteria V.H.1 and V.H.2 of Supplement 2. In its response, the ‘applicant stated
that the COL or CP applicant would make provisions for emergency facilities and equipment for
the TSC, OSC, and EOF that would satisfy the functions described in SSAR

Sections 13.3.2.2.2.h.1 through 13.3.2.2.2.h.2. The applicant noted that additional information
addressing the NUREG-0696 criteria is not necessary or appropnate at the time of the ESP
application and that a COL or CP application would include a description of the TSC and
descriptions of the conceptual designs for an OSC and EOF. Since the TSC, OSC, and EOF
details would differ based on the reactor design selected at the COL or CP stage, the applicant:
has not yet decided whether to use the existing facilities to support the new unit(s).

Subsequently, in its submittal dated March 3, 2005, the applicant withdrew its request that
major feature H be evaluated as part of the North Anna ESP application.

13.3.3.9.2 Regulatory Evaluation

SSAR Section 13.3.2.2 presents the major features of the apphcant’s emergency plan. The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2 in

" accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the

guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents
planning standards and evaluation criteria applicable to a major features emergency plan.

In its review of the apphcatlon the staff considered the regulatory requirements in 10 CFR

52.17(b)(2)(i), 10 CFR 52.18, and Sections IIl, IV.B, and IV.E of Appendix E to 10 CFR Part 50. .
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Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major features of the
emergency plans for NRC review and approval, in consultation with FEMA, in the absence of
complete and integrated emergency plans Under 10 CFR 52.18, after consultation with FEMA,
the NRC will determine whether the major features of emergency plans submitted under

10 CFR 52.17(b)(2)(i) are acceptable. RS-002 and Supplement 2 provrde guidance concerning
the review and evaluation of emergency planning information grven in an ESP application.
Supplement 2 also provides specific evaluation criteria for major features of emergency plans,
including those which are applicable to major feature H, “Emergency Facilities and Equrpment "

Major feature H calls for the applicant to descnbe a TSC, onsite OSC, and EOF in accordance
with the criteria of NUREG-0696. The followmg are the general gurdance criteria from
NUREG-0696 for these facilities: . -

. The TSCis an onsrte facmty located close to the control room that shall provrde plant
management and technical support to the reactor operating personnel located in the
control room during emergency conditions. It shall have technical data displays and
plant records available to assist in the detailed analysis and diagnosis of abnormal plant

- conditions and any significant release of radioactivity to the environment.-. The TSC shall
- be the primary communications center for the plant during an emergency.

° The OSC is an onsite assembly area separate from the control room and the TSC
where licensee operations support personnel shall report in an emergency.. There shall
be direct communications between the OSC and the control room, and between the
OSC and the TSC, so that the personnel reportlng to the OSC can be assrgned to duties
in support of emergency operatrons A . . "

e ~.The EOF is a near-site support facrlrty for the management of overall Ilcensee
-emergency response (including coordination with Federal, State, and local offlcrals)
coordination of radiological and environmental assessments, and determination of
recommended public protective actions. The EOF shall have appropnate ‘technical data
displays and plant records to assist in the diagnosis of plant conditions to evaluate the ™
potential or actual release of radioactive materials to the environment.

In addition, major feature H calls for the applrcatron to descnbe an EOC for each offsrte '
organrzatlon for use in drrectrng and controllmg response functions. :

13.3.3.9.3 Technlcal Evaluatron “

In SSAR Sections 13.3.2.2.2.h.1 through 13.3.2.2.2.h.2 the applrcant offered a slrghtly revrsed
statement of the general guidance criteria from NUREG-0696 for the TSC, OSC and EOF,. .
when compared to that provided above. In order for the NRC staff to determine whether major
feature H is acceptable, the applicant must address the adequacy of the facilities and related -
equipment in support of emergency response and address, with specificity, facility and ..~
equipment features, such as location, size, structure, function, habitability, communications,
staffing and training, radiological monitoring, instrumentation, data system equrpment power
supplies, technical data and data systems, and record avallabrlrty and management. The staff
identified the consideration of this information as Open ltem 13.3-3. On March 3, 2005 the
applicant withdrew its request that major feature H be evaluated as part of the North Anna ESP
application. Based on this withdrawal, Open Item 13.3-3 is resolved.
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13.3.3.9.4 Conclusions

As discussed above, the applicant has withdrawn its request that major feature H be evaluated
as part of the North Anna ESP application. Based on this withdrawal, as set forth above, the
staff reached no conclusion regarding the acceptability of major feature H.

13.3.3.10 Accident Assessment (Supplement 2, Major Feature 1)
13.3.3.10.1 Technical Information in the Application

SSAR Section 13.3.2.2.2.i.1 states that the existing NAPS meteorological monitoring system
has the capability to collect data for making near real-time predictions of atmospheric effluent
transport and diffusion. The data would be accessible in the new unit's control room, TSC, and
EOF. The applicant would also make suitable meteorological information available to the State,
as described in SSAR Section 13.3.2.2.2.e. SSAR Section 13.3.2.2.2.f describes
communications with the State, risk jurisdictions, and Federal Government EROs.

The National Oceanic and Atmospheric Administration (NOAA) is the primary agency within
the U.S. Department of Commerce responsible for providing assistance to Federal, State, and
local organizations in responding to a radiological emergency under the provisions of the
FRERP, as described in SSAR Section 13.3.2.2.2.c. Within NOAA, the National Weather
Service is the primary source of weather data, forecasts, and warnings for the United States.
Section 13.3.3.4 of this SER discusses the FRERP.

NAEP Section 7.3.3, “Metecrological Monitoring,” states that the station’s meteorological
monitoring system provides the capablllty for predicting atmospheric effluent transport and
diffusion. The system consists of a primary and a backup tower. Dominion Resources chose
the tower locations to represent regional conditions. Instruments located at these towers
provide data to the meteorological information and dose assessment system (MIDAS) via the
plant computer system, which is transmitted to both the NAPS control room and Dominion
Resource’s weather center at Innsbrook, Virginia. NAEP Table 7.2, “Meteorological Monitoring
System Parameters,” lists the parameters measured, and all meteorological data are available
by means of a dial-up link at meteorological operations in Richmond, Virginia.

SSAR Section 13.3.2.2.2.i.2 states that Dominion would use field monitoring to obtain offsite
radiological data within the 10-mile EPZ, and Dominion would coordinate field monitoring
activities from the EOF with VDH, under the provisions of the COVRERP. SSAR

Section 13.3.2.2.2.i.3 states that Dominion and the State would rely on DOE for airborne
radioactive plume tracking under the provisions of the FRERP, as described in SSAR

Section 13.3.2.2.2.c.

NAEP Section 7.3.2, “Radiological Monitoring,” also addresses the capabilities and resources
for field monitoring within the 10-mile EPZ. It states that Dominion would use both fixed and
portable radiation monitoring eq’uupment to perform dose assessments. It would use air -
samplers and thermoluminescent dosimeters (TLDs) to obtain offsite data. In addition, the
State has TLD monitoring points located around the NAPS site, which serve to verify data.
NAEP Figures 7.1 and 7.2 identify dosimetry and air sampler locations within the 10-mile EPZ.
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NAEP emergency plan lmplementmg procedure (EPIP)-4.01, “Radlologlcal Assessment
Director Controlling Procedure,” provides guidance for conducting dose assessment, source
term determination, atmospheric diffusion factor determination, monitoring team activities,
personnel monitoring and decontamination, monitoring of onsite facilities, evacuation,
respiratory protection, sampling and sample analysis, and use of the MIDAS computer model.
The NAPS maintains fixed laboratory equipment to support sampling analysis and monltonng,
including reading TLDs. The equipment includes multichannel analyzers proportional counters
a tritium analyzer, and whole body counters.

SSAR Section 13.3.2.2 states that the ESP site is adjacent to a preexisting nuclear facility with
existing State and local emergency plans.: The SSAR, therefore, relies on and refers to the
information contained in these existing plans. No significant differences exist between major
features proposed in the application and the major features drscussed in exrstmg plans and
relied on in the apphcatron :

The State response organization is based on normal government structures and channels of
communications. The State coordinates overall response, and BRH provides technical advice
and assistance on radiological accident assessment and radiological fielding monitoring. Upon
declaration of an alert (or higher) emergency class, VDEM would notify VDH, and BRH would
implement its response procedures in accordance with the COVRERP. Appendix 5, “Accident
Assessment,” to the COVRERP states that an' RERT, composed of personnel from State
agencies and supplemented by personnel from the nuclear facility and Federal agencies, would
perform State radiological assessment activities. The RERT would operate from the State
EOC. Depending on the release parameters, the State does not anticipate full Federal
participation until after the emergency phase, at which time it would rely on DOE to help
develop information on the deposition of radloactlve materials.

State field teams would coordinate their activities with utility and county teams and would obtain
area radiation dose rates, as well as air and environmental samples. The county RERPs
describe local responsibilities during a radiological emergency at NAPS. These'include
providing personnel and equipment, as needed, to supplement BRH field monitoring. The State
has a mobile radiological laboratory to perform rapid sample assessment. The Division of
Consolidated Laboratories will make available the services of additional radiological
laboratories, and the State has access to Federal radiological field monitoring resources under
the provisions of the FRERP. SSAR Section 13.3.2.2.2.c discusses the FRERP, with regard to
locating and tracking the airborne radioactive plume. Section 13.3.3.4 of this SER discusses
additional accident assessment capabilities and resources. Sections 13.3.2, 13.3.3.2, 13.3.3.4,
and 13.3.3.13 of this SER descrlbe contacts and arrangements in support of accident
assessment : . :

In RAl 13.3- 14(d) the staff asked the apphcant for addmonal mformatron concerning the
assumptions in the application and assumptions in the COVRERP regarding reliance on DOE"
for airborne radioactive plume tracking. In its response dated October 20, 2004, the applicant
stated the followmg .

Domlnlon and the Commonwealth of Vrrgmra rely on the Department of Energy
for airborne radioactive plume tracking under provisions of the FRERP. Under
provisions of the Federal Radiological Emergency Response Plan, DOE may -
respond to a state or LFA [Lead Federal Agency] request for assistance by -
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dispatching a Radiological Assistance Program (RAP) team. The DOE Regional
Coordinating Office with responsibility for the geographic area where the
Dominion ESP site is situated is the Oak Ridge Operations Office in Oak Ridge,
Tennessee. . The DOE Radiological Assistance Plan, Region 2, includes the
states of Arkansas, Louisiana, Mississippi, Missouri, Tennessee, and West
Virginia; the Commonwealths of Kentucky, Virginia and Puerto Rico; and the
U.S. Virgin Islands. If the situation requires more assistance than a RAP team
can provide, DOE will alert or activate additional resources.: These resources
may include the establishment of a Federal Radiological Monitoring and
Assessment Center (FRMAC) to be used as an on-scene coordination center for
federal radiological assessment activities. The FRMAC is charged with defining
and monitoring the radiological impact of a nuclear or radiological release.
Because the effects of radiological contamination may last beyond an immediate
emergency, FRMAC serves as a coordination point for radiological monitoring, -
assessment, evaluation, and reporting activities for the area surrounding a
radiological incident, including decontamination, recovery, and long-term
environmental monitoring. The FRMAC provides for the coordinated
management of federal technical response activities related to a radiological
emergency. It has three primary goals: :

. Assisting the Commonwealth of Virginia and LFA with personnel,
equipment, and technical resources, as needed.

. Collecting offsite environmental radiological data.

. Providing to the involved Commonwealith of Virginia agencies and local

and federal agencies collected offsite environmental radiological data and
related assessments.

- A Federal Radiological Monitoring Assessment Center advance party can be
expected at the site within 6 to 14 hours following the order to deploy, depending
on the availability of airports near the Dominion ESP site. Richmond
International Airport (RIC) is a major commercial facility and is within about an
85-minute drive from the Dominion ESP site. Smaller airports located within
about an hour of the site may also be used.

13.3.3.10.2 Regulatory Evaluation

SSAR Section 13.3.2.2 presents the major features of the applicant’s emergency plan. The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2 in
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the
guidance of Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents
planning standards and evaluation criteria applicable to a major features emergency plan.

In its review of the application, the staff considered the regulatory requirements in 10 CFR
52.17(b)(2)(i), 10 CER 52.18, and Sections Il and IV.B of Appendix E to 10 CFR Part 50.
Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major features of the
emergency plans for NRC review and approval, in consultation with FEMA, in the absence of
complete and integrated emergency plans. Under 10 CFR 52.18, after consultation with FEMA,
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the NRC will determine whether the major features of emergency plans submitted under -

10 CFR 52.17(b)(2)(i) are acceptable. RS-002 and Supplement 2 provrde guidance concerning
the review and evaluation of emergency planning information given in an ESP application.
Supplement 2 also provides specific evaluation criteria for major features of emergency plans
including those whrch apply to major feature I, “Accndent Assessment g

Major feature | calls forthe applicant to descnbe the methods systems and equrpment for-
assessing and monitoring actual or potential offsite consequences of a radiological emergency
condition. The applicant should also describe the capability and resources associated with
acquiring meteorological information and performing field monitoring, and contacts and
arrangements with offsite organizations (including Federal and State resources).

13.3.3.10.3 Technical Evaluation

SSAR Section 13.3.2.2.2.i.1 states that the existing NAPS meteorological monitoring system -
has the capability to collect data for making near real-time predictions of atmospheric effluent
transport and diffusion. The data would be accessible in the new unit's control room,-TSC, and
EOF.  The applicant would make suitable meteorological information available to the State. In
addition, NOAA provides assistance to Federal, State, and local organizations in responding to
a radiological emergency under the provisions of the FRERP. ‘The staff finds that this -
information adequately describes the contacts and arrangements for acquiring and evaluatmg
meteorological lnformatlon mcludlng maklng the data avallable to the State. - :

SSAR Section 13.3.2.2.2.i.2 states that Dommlon would use field momtonng to obtaln offsnte
radiological data, and it would coordinate field monitoring activities from the EOF with VDH,
under the provisions of the COVRERP. SSAR Section 13.3.2.2.2.i.3 states that Dominion and -
the State would rely on DOE for airborne radioactive plume tracking under the provisions of the
FRERP.  NAEP Section 7.3.2 states that Dominion would use both fixed and portable radiation
monitoring equipment to peirform dose assessment and would use air samplers and.TLDs to-
obtain offsite data. The equipment includes multichannel analyzers, proportional counters, a-
tritium analyzer, and whole body counters.

The State has TLD monitoring pornts located around the NAPS site, whlch would serve to venfy
data from the site, and a mobile radiological laboratory to perform rapid sample assessment.
The State would coordinate overall response, and BRH would provide technical advice and
assistance on radiological accident assessment and radiological field monitoring. State field
teams would coordinate their activities with utility and county teams and would obtain area
radiation dose rates, as well as air and environmental samples. . County responsibilities would
include providing personnel and equipment, as needed, to supplement BRH field monitoring. -
The State also has access to Federal radlologlcal field monrtonng resources under the
provisions of the FRERP S ) . : .

In RAI 13.3- 14(d) the staff asked the appllcant for. mformatlon on the assumptlons inthe -
application and in the COVRERP regarding reliance on DOE for airborne radioactive plume ..
tracking. The staff identified the consideration of this information as Open ltem 13.3-4. - The -
staff reviewed the applicant's résponse in their submittal dated October 20, 2004, and finds it
acceptable. Therefore, Open ltem 13.3-4 is resolved. The stalf finds that the applicant has’
adequately described contacts and arrangements with responsub|e agencies and organlzatrons
in support of accident assessment activities. .~ © - _ : .
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13.3.3.10.4 Conclusions

As discussed above, the applicant has described adequate methods, systems, and equipment
for assessing and monitoring actual or potential offsite radiological consequences ofa
radiological emergency condition at the ESP site, including associated contacts and
arrangements. Based on its review, the staff concludes that the proposed major feature | is
consistent with the guidelines in RS-002 and Supplement 2. Therefore, this feature is. -
acceptable and meets the requirements of 10 CFR 52.17(b)(2)(i), 10 CFR 52.18, and

Sections llI, IV.A, IV.B, IV.C, IV.D, and IV.E of Appendix E to 10 CFR Part 50, insofar as it
describes the essential elements of advanced planning that have been considered for accident
assessment, as set forth above.

13.3.3.11 Protective Response (Supplement 2, Major Feature J)
13.3.3.11.1 Technical Information in the Application

SSAR Section 13.3.2.2.2.j.1 states that the existing emergency assembly areas that support
NAPS would also support a new reactor(s) constructed on the ESP site. If evacuation of onsite
individuals is necessary, Dominion would direct evacuees to either the primary or secondary
remote assembly area (RAA), depending on specific radiological and environmental conditions.
SSAR Figure 13.3-4 depicts the onsite evacuation routes, RAAs, and State EACs. Evacuees
would use personal vehicles for transportation. Dominion would survey evacuees for
contamination following events involving a release and would decontaminate them, if
necessary, before releasmg them from the RAA. :

In RAI 13.3-6, the staff asked the apphcant to clarify the availability of transportation to
emergency assembly areas for onsite individuals who do not have their personal vehicle -
available onsite. In'its response, the applicant stated that those individuals would travel as
passengers in personal vehicles driven by others, which is the approach currently |mplemented
for the existing NAPS site..

NAEP Section 6.3.1, “Offsite Criteria for the 10 Mile Emergency Planning Zone,” states that
Dominion Resources has established evacuation zones, routes, and relocation centers in the
event that an evacuation'is recommended and publishes this information in brochures
distributed by the State. NAEP Section 6.3.2, “Onsite Criteria for the Exclusion Area,” states
that in the event of an onsite evacuation, radiation monitoring teams would be dispatched to the
appropriate RAA. Evacuees using personal vehicles would proceed to either the primary or
secondary RAA. NAEP Figure 6.2, which is identical to SSAR Figure 13.3-4, identifies the

RAAs.

SSAR Section 13.3.2.2.2.j.2 states that the senior Dominion representative would recommend
initial offsite protective actions to the State within 15 min of declaring a general emergency,
based on plant conditions. The State and risk jurisdictions would notify the public and
implement the appropriate protective measures. Followup protective action recommendations
(PARs) from the NAPS site would be based on current meteorological data and dose
projections. The applicant stated that this guidance is based on NUREG-0654/FEMA-REP-1,
Supplement 3, “Criteria for Preparation and Evaluation of Radiological Emergency Response
Plans and Preparedness in Support of Nuclear Power Plants—Criteria for Protective Action
Recommendations for Severe Accidents—Draft Report for Interim Use and Comment,” issued
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July 1996, and U.S. Environmental Protection Agency (EPA) 400-R-92-001, “Manual of
Protective Action Guides and Protective Actions for Nuclear Incidénts,” rssued May 1992.

NAEP Section 6.3, “Protectrve Actions,” further states that, for the existing North Anna units,
specific PARs are tied to plant and meteorological conditions. - An EPIP, specifically desrgned to
meet the 15-min PAR to the State, includes these recommendations. The initial PAR for any
event classified as a general emergency would be to evacuate in all directions out to 5 mlles
Dominion would declare a site area emergency when ofisite doses are projected to exceed "
0.001.Sv (0.1 rem) total effective dose equivalent (TEDE), or 0.005 Sv (0.5 rem) thyroid
committed dose equivalent (CDE). A general emergency would be declared whenoffsite
protectnve ‘action guidelines (PAGSs) of 0.01 Sv (1.0 rem) TEDE and/or 0.05 Sv (5.0 rem) thyroid
CDE are projected to be exceeded because of a direct radiation or mhalatron hazard or when
nonradiological condmons exceed general emergency EALs.

In RAI 13. 3-7 the staff asked the applicant to describe the meohanlsm for recommendlng
protective actions 'to the appropriate State and local authormes ‘including how EALs would be :
used to determine PARs (e.g., sheltering, evacuation; use of Kl), consistent with - et
EPA 400-R-92-001. 'In addition, the staff asked the applicant to describe how it would give ...
those recommendations to the appropriate State and local authorities, and how it would give -
changes to, or termination of, PARs to State and local authorities. In its response, the apphcant
stated that, in the event of a radiological emergency, the plant staff would analyze conditions .
and classrfy the event using the EALs developed pursuant to Appendix E to 10 CFR-Part 50. ln
most cases, the initial PAR would be made without the benefit of dose assessment results (i.e.,
based on plant conditions). Evacuation decisions would be based on dose projections or offsrte
monitoring results exceeding evacuation dose thresholds of 0.01 Sv (1 rem) TEDE or 0.05 Sv
(5 rem) thyroid CDE. A recommendation by Dominion for the State to issue Ki to the general
public would be based on reachmg a pro;ected dose of 0.05 Sv (5 rem) thyroid CDE at or -
beyond the NAPS site boundary. PAR revisions would consider ‘actions taken in response to -
previous PARs. Dominion ‘would formally communicate initial PARs and any changes drrectly to
the State EOC using a dedicated automatic ring-down circuit, with a commercial telephone as.
backup The State would make a protectrve action decision and notify the affected populace,

as described in SSAR Section 13.3.2.2.2.e.3. - Dominion would discuss termination of PARs
with the State before i issuance to ensure fhat PAR fermlnafron would nof adversely affect offsnte
response actions. . - S . ,

In its. response to RAIl 13.3-7, the applrcant further stated that 10 CFR 50.47(b)(10),
Supplement 3, to NUREG- 0654/FEMA REP-1, 'and EPA 400-R-92-001 contain the current
Federal gurdance relatmg to PARs. However, the guidance i in Supplement 3 may change ‘As .
such, the applicant stated that it responded to this RAI with the understanding that, inthe ::
context of the North Anna ESP applrcatron Federal gurdance may change before rt would

become applicable.

SSAR Sectlon 13.3.2.2.2.1.3 states that the ETE applies to the ESP site,'and that ETEs based
on different affected population areas and weather conditions range from 85 to 105 min. ' SSAR
Section’ 13.3.2.2.2.1.4 states that the ETE includes maps showing the site and the 10-mile EPZ,
transportation networks and evacuation routes, topographical features; political boundaries, and
the PAZs. In addmon populatlon mformatlon is presented in 2-mile, 5-mile, and:10-mile‘ring
and 16-sector format, as well as by PAZ. Section'13.3.3.6 of this SER discusses the means for
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notifying the resident and transient population, while Section 13.3.1 of this SER provides .
additional information regarding the ETE.

SSAR Section 13.3.2.2 states that the ESP site is adjacent to a preexnstmg nuclear facility with
existing State and local emergency plans. The SSAR, therefore, rehes on and refers to the
information contained in these existing plans. No significant differences exist between major -
features proposed in the application and the major features discussed in existing plans and
relied on in the appllcatlon

For the NAPS site, NAEP Sectlon 6.3.1, “Offsnte Cntena for the 10 Mile Emergency Plannmg
Zone (EP2Z),” states that State and local officials are responsible for wamning the public within
the 10-mile EPZ and that the State Department of Police would assist them. The early warning
system sirens serve as the primary method for warning the publlc Other warning methods may
include telephone, television and radio EAS stations, public address systems, patrol car
bulthorns, and personal contact. - Either the State or county would release written preplanned
messages to the media, which would provide protective action instructions, The COVRERP ™
states that the local governments have the responsibility to educate their citizens on possible
radiological hazards, emergency notification, evacuation routes, assembly points, and other
protective measures. - :

COVREHP Section VII.D.1.a states that the State and nelghbormg local governments would
provide onsite assistance as requested and as mutually agreed to with the facility operator.
Similarly, the Louisa County RERP states that the county would also provide required, mutually
agreed upon assistance.

The COVRERP and county RERPs contain maps that show the EPZ, PAZs (where evacuation
or sheltering would be |mplemented) and evacuation routes. They also contain tables that
show the population distribution in the counties and in the PAZs. . The plans also list the EACs
(i.e., relocation centers). Each county RERP contains information concerning the transportatlon
of elther transportatlon-dependent or special needs populattons in their counties. State assets
would be available as backup; if needed. The only institutionalized populations are those in
schools in Louisa and Spotsylvania Counties. Public school buses would provide transportation
from the affected school(s) to the designated EACs. In addition, the counties would use school
buses to evacuate other segments of the population without access to private transportation.

For the roadways, the local sheriffs’ departments are responsible for manning the trafficand
access control points during and following an accident. Both the COVRERP and county RERPs
list these points. Private vehicles would be the primary means of transportation during an ' “_'
evacuation. School buses, law enforcement vehicles, and ambulances would supplement these
vehicles, as needed. The county RERPs for Caroline, Hanover, Louisa, and Spotsylvania
Counties provide the means for dealing with potential impediments to using evacuation routes.

The State and local plans list the EACs, which are at least 15 miles from the ESP site.
Appendix 8, “Evacuation Assembly Center Procedures,” to the county RERPs provudes the .
means for registering and monitoring evacuees at the EACs. The COVRERP and county
RERPs designate evacuation as the primary protective action. Tab A of Appendix 6 to the
COVRERP. considers other factors, not addressed in the county RERPs, such as shelter
availability, meteorological conditions, ETEs and risks, projected and actual doses, and plant
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condltlons Except for Orange County, the local plans list sheltenng as an option but do not
provide gurdance for when sheltering should be considered. '

The COVRERP and county RERPs contain information concerning the use of KI by emergency
workers. The COVRERP states that the State health director is responsible for authorizing
emergency workers to use Ki. Appendix 6 to the county RERPs provides details for
implementing the Ki decision for emergency workers. The COVRERP also states that -
individuals responsible for the care of institutionalized persons would be responsible for their
protection, including the use of KI. The county RERPs do not consider the use of Kl by
institutionalized persons, since evacuation and sheltering actions would make Kl use
unnecessary. :

In RAls 13.3-14(e), (f), (9), and (h), the staff asked the applicant for additional information
concerning use of the Patrick Henry High School, agreements for assistance from offsite
agencies, description of measures for dealing with potentlal impediments to use of evacuation
routes, and when sheltering should be considered. " The applicant responded to these RAls in
its submittal dated October 20, 2004. The applicant stated that Patrick Henry High School is
the secondary EAC for Hanover County and a primary host school for Louisa County school
children. In the event that North Anna is required to send station evacuees to the school, the
licensee would request permission in advance, and Dominion would provide resources to assist
with the momtormg and decontammatron of site evacuees

The applicant further stated that the existing letters of agreement, which address evacuatlon
assistance, contain the agreements for assistance from offsite agencies. Law enforcement
agencies would provide traffic control on Commonwealth roads. Both VSP and Louisa County
Sheritf's Office routinely train and exercise with Dominion emergency planners. In Orange
County, no routes exist that would experience any significant congestion during evacuation, and
appropriate actions have been identified for adverse weather conditions. In regard to :
sheltering, a protective action decision would be made at the State EOC after local .
recommendations are considered, and a conference call would be held to include all
jurisdictions in'the PARs. T :

In RAI 13.3-15, the staff asked the applicant for additional information concerning the ETE
regarding road capacities and travel times, traffic control, worst-case scenario, persons without -
vehicles, schools, working people evacuation confirmation, projected demography, and -
computer modelnng of the population. “In addition, the staff asked the applicant for figures or
maps that showed various characteristics of the area surrounding the ESP site. In its response
to this RAI, dated October 20, 2004, the applicant provided the requested figures or maps and
stated, in part, the followlng'

. - The ETESs do not explicitly depend on the |mplementat|on of the emergency response
traffic control procedures outlined in the counties’ RERPs.Iti is expected that ETEs
fwould not lncrease because of therr |mplementatlon Lo .

. The ETE study requnred no explncrt assumptrons regardlng the trmmg or lmplementatlon
of traffic control measures by local EROs. Local emergency management agencies use
ETEsto develop traffrc ‘control and trafflc management plans to facrlltate the evacuation

process.
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Traffic controls in a network can limit user equilibrium if those traffic controls force some
vehicles to take routes with longer travel times. The purpose of the traffic control points
described in the counties RERPs is not to force vehicles to take a particular route with a
longer travel time but to maintain reasonable traffic flow. Drivers would be generally
free to choose their own route based on available routes.

The ETE study was intended to consider general evacuation scenarios resulting from a
radiological event at NAPS. The ETEs are intended to be based on general bad
weather conditions. Bad weather in the area around NAPS was assumed to be
predominately related to snow and ice. To accommodate the impact of bad weather on
the ETEs, the speed limits were reduced by 40 percent. This effectively reduced the
road capacities by about 25 percent.

In regard to the assumption of a car occupancy factor of 2.5, the average household
size for the five counties surrounding the NAPS is 2.56. It is assumed that families
would evacuate together in most situations. Additionally, most planners estimate that to
evacuate, each household would take an average of 1.3 to 1.5 vehicles (or about 2 to

2.5 people per vehicle).

The nuclear emergency information calendars distributed in each of the counties inform
the public to assist friends and neighbors without transportation. In addition, local
government vehicles would transport persons without their own means of evacuation;
members of the immediate family or friends (if possible) would evacuate nonambulatory
persons; and those requiring transportation would be identified (before or at the time of
the emergency), and transportation would be provided. It is assumed that neighbors or
relatives would evacuate the majority of the population needing transportation.

Although county RERPs identify bus routing for pickup of nonauto-owning populations,

they also encourage any nonambulatory persons to evacuate with members of the

_immediate family or friends, if possible. Similarly, the nuclear emergency information

calendars encourage people without transportation to make plans to ride with a
neighbor.

The evacuation of school children is implicitly represented in the composite traffic
loading curve. The superintendent of schools would provide buses and other vehicles
with drivers for assisting in an evacuation of the public and school students. If school
children had not been returned to their homes before an evacuation order, they would
be taken to an EAC under adult supervision.

Schools can typically be expected to respond significantly faster than the general
population. As a result of routine fire drills and other emergency drills performed at
schools, response times are typically much better for school populations than for
general populations. Schools have demonstrated the ability to load buses and start
evacuation within 10-20 min following a warning and directions to do so from local
emergency management.

. The time needed to confirm evacuation dep'ends‘on the method of confirmation
employed. County RERPs and the nuclear emergency information calendar provide
some information on conducting such confirmation, such as placing the “We Have Been
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Notified” card (from the back of the calendar) in a window or door facing the street, or
N _tyrng a towel toa door or mallbox

e The composite traffrc Ioadmg curve used for the ETE analysrs is based on the data

~  collected during evacuations executed in response to large-scale chemical spills. -This .
" curve explicitly incorporates the time required for communication of the warning to the

" public and the tlme required for an mdrvrdual to respond to the warnlng s

* - The ETE analysis used the Evacuatron Srmulatlon Model the core component of the EE
Oak Ridge Evacuation Modeling System, to establish the ETEs. The composite traffic
loading curve used for the ETE incorporates the time required for communication of the
warning to the public and the time required for an individual to respond to the warning -
once received. The mobilization time distribution is based on data from actual .. .
emergency evacuations and, hence, does not implicitly account for most of the common
actrvrtres performed by individuals in preparatron for evacuation. .

. The underlying assumption regardrng the applrcabllrty of the Rogers mobrllzatron curves

- inthe ETE study is that public perception of radiological emergencies differs from the
actual characteristic of such an event. - The alarm that would be associated with socual
response in a radiological emergency makes the use of Rogers mobrllzatlon curves
‘prudent for the ETE study. -

13.3.3.11.2 Regulatory Evaluation

SSAR Section 13.3.2.2 presents the major features of the applicant’s emergency plan The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2in
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the
guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents
planning standards and evaluation criteria appllcable to a major features emergency plan

In its review of the application, the staff considered the regulatory requnrements in 10 CFR
52.17(b)(2)(i), 10 CFR 52.18, and Sections I, IV.B, and IV.D of Appendlx E to 10 CFR Part 50.
Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major features of the
emergency plans for NRC review and approval in consultation with FEMA, in the absence of .
complete and integrated emergency plans ‘Under 10 CFR 52.18, after consultation with FEMA,
the NRC will determine whether the major features of emergency plans submitted under :

10 CFR 52.17(b)(2)(i) are acceptable. RS-002 and Supplement 2 provrde guidance concernnng
the review and evaluation of emergency planning information given in an ESP application. .
Supplement 2 also provides specmc evaluation criteria for major features of emergency plans, :
mcludmg those whrch apply to major feature J “Protectlve Response.”

Major feature J calls for the applrcant to descrrbe protectlve actrons for. the 10 mile EPZ for the
public and emergency workers, including evacuation routes, transportation, and handling -
evacuees. The application should identify guidelines for the choice of protective actions,
consistent with Federal guidance, as well as the bases and mechanisms for recommendrng
protective actions to State and local authorities. - The application should describe each -
organization’s concept for |mplement|ng protective actions and describe contacts and
arrangements with offsite agencres In addrtlon the appllcant should prepare an ETE for the
10-mile EPZ. : .
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13.3.3.11.3 Technical Evaluation

In SSAR Section 13.3.2.2.2.j.1, the applicant stated that onsite individuals would be evacuated,
using personal vehicles for transportation, to either the primary or secondary RAA, depending .
on specific radiological and environmental conditions. SSAR Figure 13.3-4 shows the separate
locations of the RAAs and State EAC, and the associated evacuation routes. The RAAs are
located in separate directions from the ESP site, and the State EAC provides a third location.
The staff finds that the RAAs and State EAC are suitable because they provide adequate
alternative offsite evacuation locations in-the event of inclement weather, high traffic density,
and specific raduologlcal conditions.

The staff finds that SSAR Section 13.3.2.2.2.1.2 adequately descnbes a mechanism for
recommending protective actions to the appropriate State and local authorities. The application
states that the senior Dominion representative would be responsible for making initial and
followup PARs and that EPA 400-R-92-001 would serve as the basis for such
recommendations. The staff did not consider the possibility of a change to the Federal
guidance relating to PARs germane to its review of the SSAR. Rather, the staff applied current
requirements. A COL or OL applicant should address any such changes, and the staff will
determine compliance with the requirements in this area during a COL or OL review.

The staff found that the EACs are at least 15 mi from the ESP site and that the registration and
monitoring of evacuees would be conducted in accordance with the EAC procedure, contained
in the county RERPs. In addition, the staff found that the COVRERP and county RERPs
designate evacuation as the primary protective action and that Tab A of Appendix 6 to the
COVRERP considers other factors, such as shelter availability, meteorological conditions, ETEs
and risks, projected and actual doses, and plant conditions.

The COVRERP and county RERPs state that the State and local governments would provide
onsite assistance, as requested and as mutually agreed to with NAPS. The revised letters of
agreement, discussed in Section 13.3.2 of this SER, address such mutually agreed-upon
assistance.

The staff finds that the application, the NAEP, the COVRERP, and county RERPs provide maps
(or lists) that adequately illustrate population distribution around the site, evacuation areas,
evacuation'routes, shelter areas; and relocation centers in host areas. The staff finds that the
proposed means for notifying all segments of the resident and transient population are
adequate because the primary method for warning the public is through the use of the early .
warning system sirens, with additional notification capabilities through the use of telephones,
television and radio EAS stations, public address systems, patrol car bullhorns, and personal
contact. The warnings would consist of preplanned messages, which provide specific
protective action instructions. Individuals responsible for the care of institutionalized persons
would also be responsible for their protection, including sheltering, evacuation, and the use of
Kl. The State health director would authorize the use of Kl by emergency workers and
institutionalized persons.

In RAls 13.3-14(e)-(h), the staff asked for information concerning the use of Patrick Henry High
School, agreements for assistance from offsite agencies, measures for dealing with potential
impediments to use of evacuation routes, and consideration of sheltering. The staff identified -
the consideration of this information as Open Item 13.3-5. The staff reviewed the applicant's
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responses in their submrttal dated October 20, 2004 and find them’ acceptable. Therefore,
Open Item 13.3-5 is resolved.

In RAI 13.3-15, the staff asked for additional information regarding issues relating to the ETE.
The staff ldentrfled consideration of this information as Open ltem 13.3-6. The staff reviewed
the applicant’s response in their submittal dated March 3, 2005, and frnds it acceptable :
Therefore, Open ltem 13.3-6 is resolved. ;

The staff finds that the applicant has adequately described a range of protectlve actrons for the
plume exposure pathway EPZ for the public and emergency workers, and protectrve actions for
the ingestion exposure EPZ. In addition, the staff finds that the gwdelmes for the choice of
protective actions are consistent with Federal gurdance and are appropriate to the locale.
Section 13.3.2 of this SER discusses the associated descrrptron of contacts and arrangements
made with offsite agencies with emergency plannlng responsrbrhty

13.3.3.11.4 Conclusrons

As discussed above, the applicant has described a range of protectlve actions for the plume
exposure ‘pathway EPZ for public and emergency workers, including guidelines for the chorce of
protective actions that are consistent with Federal gurdance and protective actions for the °
ingestion exposure ‘pathway EPZ. Based on its review, the staff concludes that the proposed
major feature J is consistent with the guidelines in RS-002 and Supplement 2. Therefore; this
feature is acceptable and meets the’ requirements of 10 CFR 52.17(b)(2)(i), 10 CFR 52.18, and
Sections IlI, IV.A, IV.B, IV.D, and IV.E of Appendix E to 10 CFR Part 50, insofar as it describes
the essential elements of advanced planning that have been consrdered for accrdent
assessment, as set forth above.

13.3.3.12 Radiological Exposure Control (SUppIement 2, Ma]'or Feature K |
13.3.3.12. 1 Technical Information in the Application'

SSAR Section 13.3.2.2.2.k.1 states that Dominion would maintain doses to emergency
response personnel within the limits of 10 CFR Part 20, “Standards for Protection Against
Radiation,” under normal operatmg conditions, and that these personnel may, because of
necessity, recelve a once-in-a- llfetlme exposure to contamination and radiation up to the SR
10 CFR Part 20 annual Irmrts not rncludrng accumulated occupatronal exposure o

SSAR Section 13.3.2.2.2.k.2 states that the ‘existing NAPS radlologrcal protection and onsrte
contamination control procedures would apply to the ESP site, or future radiological protection
procedures would address these functions. SSAR Section 13.3.2.2.2.k.3 states that
emergency workers at the ESP site would receive direct readlng ‘and permanent record
dosimeters, and Domrnron would malntaln dose records in accordance with the exrstrng NAPS
radrologrcal protectuon procedures or future radlologlcal protectlon procedures

The gurdelrnes for emergency exposure Ilmrts are consrstent with EPA 400- R 92- 001 SSAR '
Section 13.3.2.2.2.k.4 states that approval from the emergency coordinator is necessary for
planned exposures greater than the 10 CFR Part 20 annual limits. Under limited
circumstances, exposure limits greater than 5 times the 10 CFR Part 20 annual limits may be
allowed, but only to certain volunteers.
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NAEP Section 5.2.1.1, “Station Emergency. Manager states that the station emergency
manager, who ultrmate!y reports to the recovery manager, has the responsibility for managing
and directing emergency operations during the course of the emergency, including the
authorization of emergency exposure limits. NAEP Section 6.4.1, “Emergency Exposure .
Limits,” states that station emergency manager approval is necessary for planned exposures
greater than the 10 CFR Part 20 annual limits. The guidelines for emergency exposure limits,
which are specified in the NAPS EPIPs, are consistent with EPA dose limits for workers
performing emergency services.

In RAI 13.3-10, the staff asked the applicant to clarify who authorizes exposures greater than
the 10 CFR Part 20 annual limits. . In its response, the apphcant stated that the NAPS station
emergency manager functlons as the emergency coordinator for the NAPS and can authorize
emergency workers to receive doses in excess of the 10 CFR Part 20 limits. In addition, the
applicant stated that a COL or CP application would provide a description of the onsite
emergency organization. While the applicant has made no decisions regarding organizational
details for the prospective new reactors, it stated that it intends no substantial differences
between the NAEP and SSAR Section 13.3.

NAEP Section 6.4.2, “Decontamlnatlon and First Aid,” states that the NAPS health physics
procedures and EPIPs specify levels of permissible radioactive contamination for workers and
equipment. Personnel must take actions when levels for equipment or areas exceed the limits
established in the health physrcs procedures. Any detected personnel contamination would
initiate appropriate evaluation and decontamination, in accordance with these procedures. An
EPIP also provides for the monitoring of vehicles and personnel at the RAAs.

SSAR Section 13.3.2.2.2.k.5 states that Dominion would provide adequate supplles for
personnel decontamination and make provisions for decontamination, as specified in the
existing units’ radiological protection procedures or as addressed in future procedures. Health
physics personnel can perform decontamination at the existing units or the ESP site, RAA, or
Patrick Henry High School. SSAR Section 13.3.2.2.2.j.1 states that decontamination agents
and supplies are available at the NAPS site and can be transported to the RAAs to provide
decontamination capabilities. Injured and contaminated persons would be decontaminated to .
the extent achievable or transported to the hospital, as described in SSAR Section 13.3.2.2.2.l.

SSAR Section 13.3.2.2 states that the E_SP. site is adjacent toa preexisting nuclear facility with
existing State and local emergency plans. The SSAR, therefore, relies on and refers to’
information contained in these existing plans. No significant differences exist between major
features proposed in the application and the major features discussed in existing plans and
relied on in the application.

Appendix 6, “Ftadlologlcal Exposure Control " to the COVRERP states that BRH would i issue
self-reading pocket dosimeters and TLDs to emergency workers who enter the affected area.

In addition, pocket dosimeters, chargers, and TLDs are preposrtloned in each risk and host
jurisdiction. Local government has the primary responsibility for radiation exposure control, with
State agencies providing technical advice and guidance. The State has accepted the EPA
PAGs, and the COVRERP provides a variety of protective actions that are consistent with the
PAG limits.
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Radiation exposure control f6f emergency workers is accomplished by several means, including
continuous monitoring and limiting radiation exposures. In the initial stages of an incident, BRH
would use a default exposure control ratio (or dose conversion multiplier) to factor in internal
exposure that is not measurable with a pocket dosimeter. BRH would adjust an initial exposure
control ratio, which is based on a default accident source term, if accident assessment indicates
that a change is necessary to reflect actual conditions. The emergency workers would divide
the pocket dosimeter readings by the exposure control ratio to determine their reporting, turn
back, and lifesaving levels. The county RERPs glve specuflc lnstructlons regardlng the
issuance of personal dosimetry. ~

Appendlx 6 to the COVRERP provides exposure limits for emergency workers and specifies
reporting, turn back, and lifesaving levels. The emergency worker exposure limits and
exposure control ratio in the county RERPs are consistent with those in the COVRERP. The
EQC radiological officer must authorize an emergency worker to exceed the established limits.
If the assignment is critical and a replacement is unavailable, the EOC radiological officer may
authonze a higher dose up to the Ilfesavmg Ievel

The State performs radiological decontamlnatlon at the EACs. Appendlx 6 to the COVRERP
provides general instructions relating to monitoring and decontamination of evacueesand =~
emergency workers. In addition, Appendix 10, “Decontamination, Re-Entry, and Return,” to the
COVRERP specifies action levels for determining the need for decontamination and describes
the means for decontamination of people, vehicles, livestock, structures, crops, soil, and any -
other surfaces that are contaminated with radioactive material. The county RERPs include
procedures for monitoring and decontamination that are consistent with the COVRERP. The
State would transport individuals who cannot be decontaminated below prescribed actlon levels
toa medlcal facility that can handle radlologlcally contamrnated patlents '

In RAI 13.3-14(i), the staff asked the applrcant for additional information regarding the
decisionmaking guidance and authority in the State and local plans for authorizing emergency
workers to exceed EPA exposure limits. In RAl 13.3-14(j), the staff also asked the applicant for
additional information regarding measures to ensure that the use of the exposure control ratio
does not result in emergency workers exceeding EPA exposure limits.” In its response to these
RAls dated October 20, 2004, the applicant stated that VDH/BRH would provide authorization,
when needed, for any state emergency worker to exceed the 0.15 Sv (15 rem) TEDE turnback
level during an emergency. In addition, the appllcant addressed the exposure control ratfo
consrstent wrth that descnbed above S - u -

13.3.3. 12 2 Regulatory Evaluatlon RS

SSAR Section 13.3.2.2 presents the major features of the apphcant’s emergency plan The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2in"
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the
guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents = -
plannmg standards and evaluatlon cntena applfcable toa major features emergency plan T

In lts review of the apphcatlon the staff consudered the regulatory requrrements in10 CFR
52.17(b)(2)(i), 10 CFR 52.18, and Sections Ill, IV.A, IV.B, and IV.E of Appendix E to 10 CFR
Part 50. Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major features of
the emergency plans for NRC review and approval, in consultation with FEMA, in the absence
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of complete and integrated emergency plans. Under 10 CFR 52.18, after consultation with -
FEMA, the NRC will determine whether the major features of emergency plans submitted under !
10 CFR 52.17(b)(2)(i) are acceptable. RS-002 and Supplement 2 provide guidance concerning

the review and evaluation of emergency planning information given in an ESP application.

Supplement 2 also provides specific evaluation criteria for major features of emergency plans,

including those which apply to malor feature K, “Radiological Exposure Control.”

Major feature K calls for the appllcant to describe an onsite radratron protectron program and
the means for determining and controlling radiological exposures to emergency workers and
volunteers (onsite and offsite), including a decision chain for authorizing exposures in excess of
EPA dose limits. The application should also describe specific action levels and the means for
radiological decontamination of personnel (including personnel wounds), vehicles, equipment, ‘
supplies, and possessions. )

13.3.3.12.3 Technical Evaluation

In SSAR Section 13.3.2.2.2.k.1, the applicant stated that it would maintain the emergency
worker dose limits within the limits of 10 CFR Part 20 and that these limits are consistent with
EPA 400-R-92-001. In addition, the existing (or future) NAPS radiological protection and onsite
contamination control procedures would apply to the ESP site. The staff finds that the use of
the existing NAPS radiological protection and onsite contamination procedures for the ESP site
is acceptable, to the extent that they would be expanded to incorporate relevant aspects of a
proposed new reactor design in a COL or OL application. The staff will determine the adequacy
of such incorporation during a COL or OL review. The staff did not consider the applicability or
adequacy of future radiological protection and onsite contamination procedures to be required
for a major features review and, as such, did not review it. A COL or OL applicant will address
any such future procedures, and the statf will determine compliance with the requirements in
this area during a COL or OL review. The staff further finds that the application adequately
describes the guidelines for dose limits and the onsite radiation protection program for the ESP

site.

The applicant stated that emergency workers at the ESP site would receive direct reading and
permanent record dosimeters, and it would maintain dose records in accordance with the
existing NAPS radiological protection procedures. State and local emergency workers would
also receive self-reading pocket dosimeters and TLDs, in accordance with the COVRERP and
county RERPs. The State and counties would determine State and local emergency worker
doses through the use of radiation exposure record forms. While the local governments have
the primary responsibility for radiation exposure control, BRH would provide technical oversight
and authority to permit exposures in excess of the EPA dose limits. The staff finds that this is
acceptable because it adequately describes how each organization would determine the doses
received by emergency personnel, including how they would acquire and distribute dosimeters.

With regard to authorizing emergency workers to incur exposures in excess of the EPA dose
limits, the applicant stated in SSAR Section 13.3.2.2.2.k.4 that approval from the emergency
coordinator is necessary for planned exposures greater than the 10 CFR Part 20 annual limits.
NAEP Section 6.4.1 states that such approval would come from the NAPS station emergency
manager, who would function as the emergency coordinator.
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Both the COVRERP and county RERPs address the authority for State and local emergency
workers to incur exposures in excess of the EPA dose limits. The EOC radiological officer
should provide authorization to exceed the turnback level, which is determined through the use
of pocket dosimeter readings and an exposure control ratio. BRH may adjust the exposure
control ratio to reflect actual conditions. - - P :

For radiological monitoring and decontamrnation,' the staff finds that the existing units’ -
radiological protection procedures adequately address the action levels and means for the
decontamination of ESP site personnel and equipment. The COVRERP and county RERPs,
together, also adequately describe action levels and the specific means for decontamination.
The staff did not consider the extent to which future radiological protection procedures would
address radiological protection and onsite contamination control functions, as stated in SSAR
Section 13.3.2.2.2.k.2, to be essential to tts revrew and, therefore did not evaluate thrs

possibility.

In RAls 13.3-1 4(i) and 13.3-14(j), the staff asked for information concerning guidance and
authority on decisions to authorize emergency worker exposure exceeding EPA limits and . .
measures to ensure that the use of the exposure control ratio does not cause exposures to
exceed EPA hmrts respectively. The staff identified the consideration of this information as -
Open ltem 13.3-7. The staff reviewed the applicant’s responses in their submittal dated
October 20, 2004, and finds them acceptable. Therefore, Open Item 13.3-7 is resolved.

The staff finds that the applicant has adequately described guidelines on dose limits and an
onsite radiation protection program. In addition, the staff finds that the applicant has
adequately described how the EROs would acquire and distribute dosimeters, determine
emergency personnel doses, authorize exposures in excess of the EPA dose lrmlts and .
conduct radiological decontamination. . : .

13.3.3.12.4 Conclusions'

As discussed above, the applicant has described the means for controllrng radiological
exposures to emergency workers in an emergency. Based on its review, the staff concludes
that the proposed major feature K is consistent with the guidelines in RS-002 and -
Supplement 2. Therefore, this feature is acceptable and meets the requirements of 10 CFR
52.17(b)(2)(i), 10 CFR 52.18, and Sections lll, IV.A, IV.B, and IV.E of Appendix E to 10 CFR
Part 50, insofar as it describes the essential elements of advanced plannmg that have been
considered for radiological exposure control; as set forth above. }

13.3.3. 13 Medlcal and Pubhc Health Support (Supplement 2 Major Feature L) -

13.3.3.13.1 Technlcal lnformatron in the Apphcatron ‘

SSAR Section 13.3.2.2.2.1 states that the appllcant would make contacts and arrangements for
medical services for contaminated injured individuals and that the existing arrangements for the
use of the MCVH facilities in Richmond, Virginia, would apply to the ESP site. .In the event of a
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need for its support, Dominion would call ahead to MCVH to alert it to activate its radiation
emergency plan.* : :

SSAR Section 13.3.2.2.2.1.1 further states that MCVH has developed its own radiation
emergency plan, which is designed to provide medical care in the case of a radiation
emergency. MCVH also supports the NAPS site in the event of occupational or major
accidents, including contaminated personnel. In addition, the plan establishes a specialized
area of the hospital for treatment with appropriate health physics functions and implements a
coded system to alert hospital team members. The MCVH has radiation monitoring equipment,
dosimetry, and protective clothing available, and, based on the quality of the facilities at MCVH,
the NRC has accepted the absence of arrangements for a backup hospital. The NAEP
includes the MCVH radiation emergency plan as Appendix 10.9.

SSAR Section 13.3.2 states that the emergency plan takes advantage of the emergency .
planning resources, capabilities, and organization that Virginia Power has already established
and currently maintains at the NAPS site. The applicant would extend the existing emergency
planning and preparedness activities to include the proposed new unit(s). SSAR

Section 13.3.2.2 states that the ESP site is adjacent to a preexisting nuclear facility with existing
State and local emergency plans. The SSAR, therefore, relies on and refers to information
contained in these existing plans. No significant differences exist between major features
proposed in the application and the major features discussed in existing plans and relied on in

the application.

Attachment 1 to Tab D of COVRERP Appendix 4 states that Mary Washington Hospital and
Riverside Hospital serve as backup hospitals for MCVH and would accept radiation exposure
patients. Tab D also lists additional hospitals that have radiological response capabilities and
would accept radiation exposure patients. The county RERPs also list several hospitals.

SSAR Section 13.3.2.2.2.1.2 further states that the COVRERP contains a list of public, private,
and military hospitals and other medical service facilities within the Commonwealth of Virginia
that can provide medical support for any contaminated or injured individual. Attachments 1 and
2 to Tab D of COVRERP Appendix 4 contain this information and include the name, location,
type of facility, capacity, and radiological capabilities. The COVRERP and Sections 13.3.2,
13.3.3.4, and 13.3.3.10 of this SER address the contacts and arrangements pertaining to
hospital and medical services. As discussed in Section 13.3.2 of this SER, Dominion updated -
the letters of agreement to reflect that the existing arrangements would apply to a prospectlve
additional reactor(s) at the NAPS site, consistent with the application.

In RAI 13.3-14(k), the staff asked the applicant for additional information regarding a
description in the COVRERP of the capabilities of local and backup hospital and medical
services. In its response to this RAI dated October 20, 2004, the applicant stated that the
primary hospital, MCVH, provides 24-hour emergency department coverage and that the
maximum number of patients would depend on the availability of hospital facilities and beds. In
addition, the backup hospital, Mary Washington Hospital, also provides 24-hour emergency
department coverage.

“Medical College of Virginia Hospitals/Virginia Commonwealth University (MCVH/VCU),
“Radiation Emergency Plan—YVirginia Power,” January 14, 2003
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13.3.3.13.2 Regulatory Evaluatlon

SSAR Sectron 13.3. 22 presents the major features of the apphcant's emergency plan The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2 in
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the
guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents
planning standards and evaluatlon cntena appllcable toa ma]or features emergency plan

In its review of the applrcatron the staff consrdered the regulatory requrrements in10 CFR :
52.17(b)(2)(i), 10 CFR 52.18, and Sections llI, IV.A, IV.B, and IV.E of Appendix Eto 10 CFR "~
Part 50. Under 10 CFR 52. 17(b)(2)(r) an applrcant for an ESP may propose major features of
the emergency plans for NRC review and approval, in consultation with FEMA, in the absence :
of complete and integrated emergency plans. Under 10 CFR 52.18, after consultation with
FEMA, the NRC will determlne whether the major features of emergency plans submitted under
10 CFR 52.17(b)(2)(i) are acceptable.’ FlS 002 and Supplement 2 provrde guidance concernrng
the review and evaluation of the emergency planning information given in an ESP application.
Supplement 2 also provides specrfrc evaluation criteria for major features of emergency plans
including those which apply to major feature L, “Medical and Public Health Support.” ;

Majorfeatur‘e L calls for the applicant to describe contacts and arrangements made for medical
services for contaminated m;ured mdrvrduals aswellas to develop lists mdtcatrng the locatrons
and capabilities of emergency I medrcal servrces facrlrtres S

]

13.3.3.13.3 Technical Evaluation e . o - el

As stated in SSAR Section 13.3.2.2.2.1.1, arrangements currently exist wrth MCVH in -~ - -
Richmond, Virginia, in support of the NAPS site and include application of the MCVH plan.
Section |, “Introduction,” of the MCVH plan states that it is designed to provrde medical care for
either a major or minor radiation emergency in the central Virginia region.” In addition, the = ©
MCVH plan supports Virginia Power’s nuclear reactor stations in the event of occupational
and/or major accidents. Section VI, “Radiation Emergency Response of the MCVH states -
that the MCVH/VCU Department of Emergency Medicine area is equipped to treat as many as
four contamrnated patrents at one time, dependmg upon the degree of emergency medical care
needed. , G ;

Tab D to COVRERP Appendlx 4 states that MCVH would act as the pnmary hosprtal for an -
individual who js both contaminated and injured. In addition, it provides a detailed list of backup
hospitals. The county 'RERPs also list several hosprtals In RAI-13.3-14(k), the staff asked for
information concerning the COVRERP descnptron of local and backup hospital and medrcal
services capabilities. The staff |dent|fred the consideration of this information as Open *:

Item 13.3-8." The staff reviewed the applrcant's response in their submittal dated October 20
2004, and fmds rt acceptable Therefore Open Item 13 3 8i is resolved ' : v
The staff concurs with the applrcant s statement in SSAFl Sectlon 13.3.2.2.2.!.1 that the NRC
has accepted the absence of arrangements for a backup hosprtal based on the quality of the
facilities at MCVH. ‘For the NAPS site, the NRC concluded in'Section L of Appendix B to -
Supplement 11 to NUREG-0053, “Safety Evaluation Report Related to the Operation of North
Anna Power Station, Unit 2,” issued August 1980, that VEPCO did not have arrangements for a
backup hospital in the local area. However, based on the quality of the facilities at the MCVH,
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the staff found that this arrangement was acceptable. The staff reviewed the current MCVH
plan and finds that it includes a listing in Appendix IX of hospitals that have indicated that they
have a radiological emergency response capability and would accept radiation accident victims.
This list includes the name, location, type of facility, capacity, and special radiological
capabilities. The MCVH plan also describes the contacts and arrangements

’)
The staif revnewed the exlstmg Ietters of agreement in Appendlx 10 1.to the NAEP and flnds ‘
that the letter of agreement with MCVH provides a detailed descnptlon of contacts and
arrangements between the applicant and MCVH relating to. medical services in support of the
NAPS site. As discussed in Section 13.3.2 of this SER, Dominion updated the letters of
agreement to reflect that the existing arrangements would apply toa prospectlve additional
reactor(s) at the NAPS site, consistent with the application.

The staff finds that the appllcant has adequately descrlbed the contacts and arrangements
made for local and backup hospitals, including the capability for the evaluation of radiation
exposure and uptake, as well as provided lists of locations and capabilities.

13.3.3.134 Conclusrons

As discussed above, the applicant has described the contacts and arrangements for medical
services for contaminated injured individuals, including local and backup hospital and medical
services having the capability for evaluation of radiation exposure and uptake. Based on its
review, the staff concludes that the proposed major feature L is consistent with the guidelines in
RS-002 and Supplement 2. Therefore, this feature is acceptable and meets the requirements
of 10 CFR 52.17(b)(2)(i), 10 CFR 52.18, and Sections lll, IV.A, IV.C, and IV.E of Appendix E to
10 CFR Part 50, insofar as it describes the essential elements of advanced planning that have
been considered for medical and public health support, as set forth above.

13.3.3.14 Radiological Emergency Response Trainr'ng (Supplement 2, Major Feature O)
13.3.3.14.1 Technical Information in the Application '

In SSAR Section 13.3.2.2.2.0 the applicant stated that it lntends to rely on the ‘existing Nuclear
Power Station Emergency Preparedness Training (NPSEPT) Program Guide to provide the
framework for conducting specialized initial training and periodic retraining for Dominion
personnel at any new unlt(s) that might be constructed on the ESP site.

The NPSEPT. Program Guude contarns the curnculum design and describes program
management, implementation, evaluation, documentation, and training for. personnel ,
designated to fill ERO positions. Emergency preparedness training that is not given by the
nuclear emergency preparedness (NEP) staff is conducted pursuant to supporting department
training program guidance. Procedures provide that the NEP staff verify that this departmental
training is consistent with the provisions of the NPSEPT Program Guide. These training
programs, taken collectively, establish the initial training and retraining provisions for the
existing units’ ERO positions. NEP personnel, other than those designated to develop trarmng
programs, independently venfy that the trarnmg specified by the NPSEPT Program Guide is

accomphshed
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SSAR Section 13.3.2.2.2.0 states that Dominion would incorporate specific training
requirements for ERO personnel supporting a new reactor(s) into the NPSEPT Program Guide
and would include specialized initial training and periodic retraining. -Dominion would provide
specrfrc training for the followrng emergency response categones ‘

response organrzatron coordrnators

accident assessment personnel :

personnel performing radiological monitoring and analysis

police, security, and firefighting personnel

first aid and rescue personnel

local support services personnel

medical support personnel
' communlcators .

In addition, NAEP Section 8.3.3, “EmergenCy Response Personnel Training,” states that
personnel desrgnated to fill interim, primary, or alternate emergency response positions would - -
receive training in accordance with the NPSEPT Program Guide. NAEP Table 8.1 “Emergency
Preparedness Training,” lists select emergency response positions, along with an overview of
the training provrded ‘Dominion may award equrvalency credit for tramrng sessrons based on -
an individual’s knowledge of the subject matter .

SSAR Section 13.3.2.2 states that the ESP site is adjacent toa preexrstrng nuclear facrlrty wrth
existing State and local emergency plans. The SSAR, therefore, relies on and refers to the
information contained in these existing plans. ‘No significant differences exist between major
features proposed in the application and the major features discussed in exrstrng plans and
relred onin the applrcatron o

Appendix 12, “Training and Exercrses ” to the COVRERP states that the lrcensee wrll provrde
site-specific emergency response training to State and local officials and to local emergency -
units that may be called upon to provide assistance in the event of an emergency. The Ircensee
will invite offsite agencies to participate in annual drills held at the nuclear facility. VDEM will
coordinate and provide an ongoing training program for instructing State and local personnel to-
perform necessary emergency functions. VDEM will offer all State and local emergency
response personnel comprehensive training through the Radrologrcal Emergency Response
Preparedness Program on an annual basis.” Federal agencies with radiological emergency ..
responsibilities will provide training to State and local officials within their areas of . . . :
responsrbrlrtres “The county RERPs note that the counties, in conjunction with the State wrll =
partrcrpate in and provrde tralnrng to |nvolved organlzatrons and individuals. - ; L

Appendix 12 to the COVREHP further states that various personnel (e.g., polrce frrefrghters i
first aid, and rescue personnel) will achieve proficiency in their primary skills through recognrzed
ongoing tramrng programs during their professronal development.™They will acquire unrque
radiological emergency response skills through in-house training programs and programs -
presented by the licensee and State agencies. State agency and local department heads wrll
train State and county personnel responsible for the transmission of emergency mformatron and
instructions. Training will consist of notification form use; verification procedures,
recordkeeprng,»and filing of messages. Training programs will be continuous.
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In RAI 13.3-14()), the staff asked the applicant for additional information regarding a description
in the COVRERP of the program for qualifying State and local directors/coordinators ‘of
emergency response. In its response to this RAI dated October 20, 2004, the applicant stated
that, as reflected in Appendix 12 to the COVRERP, VDEM provides an ongoing training
program for instructing State and local personnel to perform emergency response functions.
The RERP annually offers training to all State and local emergency response personnel. This
program includes basic response information, as well as job-specific training. The RERP
maintains a detailed database, which consists of courses completed by individuals wnthln the

last 5 years.
13.3.3.14.2 Regulatory Evaluation

SSAR Section 13.3.2.2 presents the major features of the applicant’'s emergency plan. The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2 in
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and considered the
guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents
planning standards and evaluation criteria apphcable to a major features emergency plan.

In its review of the apphcatlon the staff consudered the regulatory requirements in 10 CFR
52.17(b)(2)(i), 10 CFR 52.18, and Sections ill and IV. F of Appendix E to 10 CFR Part 50.

Under 10 CFR 52.17(b)(2)(i), an applicant for an ESP may propose major features of the
emergency plans for NRC review and approval, in consultation with FEMA, in the absence of
complete and integrated emergency plans Under 10 CFR 52.18, after consultation with FEMA,
the NRC will determine whether the major features of emergency plans submitted under -

10 CFR 52.17(b)(2)(i) are acceptable. RS-002 and Supplement 2 prov:de guidance concernlng:

the review and evaluation of emergency planning information given in an ESP. application.
Supplement 2 also provides specific evaluation criteria for major features of emergency plans,
including those which apply to major feature O, “Radiological Emergency Response Training.”
Major feature O calls for the applicant to describe a radiological emergency response training.
program for personnel who would implement the RERPs.

13.3.3.14.3 Technical Evaluation

In SSAR Section 13.3.2.2.2.0, the applicant stated that the NPSEPT Program Guide would
provide the framework for conducting specialized initial and periodic retraining for Dominion .
personnel at the new units. The staff reviewed NAEP Section 8.3, “Training of Station ’
Personnel,” and Section 8.4, “Training of Offsite Support Personnel,” and they are consistent
with the information provided by the applicant in SSAR Section 13.3.2.2.2.0. In addition, the
COVRERP and the county RERPs are also consistent with SSAR Section 13.3.2.2.2.0, as well

as with the NAEP.

In RAI 13.3-14(l), the staff asked the applicant for information concerning the COVRERP
description of the program for qualifying State and local directors/coordinators of emergency
response. The staff identified the consideration of this information as Open ltem 13.3-9. The
staff reviewed the applicant’s response in their submittal dated October 20, 2004, and finds it
acceptable. Therefore, Open Item 13.3-9 is resolved. The staff finds that the applicant has
adequately described a training program for instructing and qualifying personnel who will
implement radiological emergency response plans and that the description also addresses
providing for specialized initial training and periodic retraining.
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13.3.3. 14 4 Conclusrons e , _ v

As discussed above, the applrcant has descnbed a radrologlcal emergency response trarmng
program for those who may be called on to assist in an emergency, including a training
program for instructing and qualifying personnel who would implement the radiological - -- .
emergency response plans. In addition, the applicant has described specrallzed initial tramlng
and periodic retraining. Based on its review, the staff concludes that the proposed major
feature O is consistent with the guidelines in RS-002 and Supplement 2. Therefore, this feature
is acceptable and meets the requirements of 10 CFR 52.17(b)(2)(i), 10 CFR 52.18, and
Sections l1l, IV.A, and IV.F of Appendix E to 10 CFR Part 50, insofar as it describes the
essential elements of advanced planning that have been considered for radrologlcal emergency
response tralnmg, as set forth above. _

13.3.3.15 Flespons:brhty for the Plannmg Effon—DeveIopment Penodrc Rewew and
Distribution of Emergency Plans (Supplement 2, Major Feature P)

13. 3 3 15 1 Technrcal Information in the Application

SSAR Sectlon 13.3.2.2.2.p states that the responsnblllty for the plannrng effort resrdes w:th the
Virginia Power NEP department. The overall authority and responsibility for maintaining . -
emergency preparedness, as well as program implementation associated with the exrstlng
NAPS site, would be extended to include the ESP site. Individuals responsible for the plannrng
effort would be afforded training commensurate with their duties and existing knowledge skills,
and abilities. This may include site-specific training and external training from the Emergency
Management Institute (EMI), National Emergency Training Center, Harvard School of Public -
Health, and Nuclear Energy Institute (NEI). ,

The Vlrglma Power senior vice president for nuclear operatlons and chlef nuclear offrcer have
the overall authcrlty for maintaining emergency preparedness. The senior vice presndent for
nuclear operations is responsrble for program implementation, and the vice presrdent for ..
nuclear support services is responsible for program maintenance. The NAPS site vice. . -
president is respcnsrble for NAPS site emergency preparedness. The director of nuclear -
protection services and emergency preparedness is responsrble for maintaining emergency - -
preparedness at the NAPS, developing the ESP site major features emergency plan, and
coordinating the plan with other response organrzatrons The SSAR states that the applicant .
would extend responsrbllsty for NAPS emergency preparedness to include the ESPsite. . .. ..

With regard to updatung emergency plans and agreements SSAR Sectlon 13.3.2.2.2.p.4 states
the followmg Co m e e ‘. : _

Followxng approval of the emergency plannlng |nformat|on in the Domrmon ESP e
site Major Features Emergency Plan, there is no requrrement to update the plan
_or its supporting-organization agreements until after an operatmg license i rs

- issued. Dominion would update the emergency planning information as :
necessary in a COL application. Any changes that represent a decrease in the
effectiveness of the previously approved information with respect to the

-.standards of 10 CFR 50.47(b) or requirements of 10 CFR 50, Appendrx E, would
be specifically identified and addressed.
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SSAR Section 13.3.2.2.2.p.5 states that the COL applicant would prepare the ESP site
emergency plan as part of its application. Upon issuance, the COL applicant would forward the
emergency plan and approved changes to organizations and appropriate individuals with
responsibility for its implementation. The COL applicant would mark revised pages to show
where changes have been made, and it would date or mark the pages with a revision number
associated with an effective date. A

The SSAR provides a table of contents, which includes emergency planning information
contained in Part 2 of the application. SSAR Table 13.3-2 provides the appropriate
cross-reference to the Supplement 2 criteria.

SSAR Section 13.3.2.2 states that the ESP site is adjacent to a preexisting nuclear facility with
existing State and local emergency plans. The SSAR, therefore, relies on and refers to the
information contained in these existing plans. No significant differences exist between major
features proposed in the application and the major features discussed in existing plans and

relied on in the application.

Appendlx 12, “Training and Exercises,” to the COVRERP states that individuals within State
agencies charged with radiological emergency response planning will undergo training to
qualify them in the essential elements of radiological response planning necessary to deal with
the offsite effects of an accident at a nuclear facility. Training will emphasize the development
of State and local plans that meet current Federal guidelines. VDEM will supervise continuous’
training and will send key planners to the radiological emergency planning course at EMI.

COVRERP Section Xl, “Execution,” states that the State coordinator of emergency
management has overall authority and responsibility for radiological emergency response
planning. This includes developing and updating the plans and coordinating them with other
response organizations. The county RERPs state that the county director or emergency
services coordinator has overall authority and responsibility for radiological emergency
response planning in the county. The counties, in conjunctlon with the State, will participate in, -
and provude training to, the county director or emergency services coordinator.

COVRERP Section Xl also notes that the State coordinator of emergency management will--
maintain, review, update, and certify the COVRERP annually. The State will periodically
review letters of agreement, at a minimum of every 2 years. Responsible officials from State
agencies and local governments will recommend appropriate improvements or changes at any
time to the State coordinator of emergency management. The State will forward the
COVRERP, along with approved amendments, to all organizations and individuals responsible
for implementation. Revised pages will be dated and marked to show where changes have
been made.. The COVRERP has a specific table of contents and is cross-referenced to the
NUREG-0654/FEMA-REP-1 criteria. Each county will review its plan and procedures annually
and will distribute them to individuals and organizations responsible for their |mplementa’non
The county RERPs have a record of changes at the beginning of the plans, with revision dates
on each page. In addition, they include a specific table of contents and cross-reference to the
NUREG-0654/FEMA-REP-1 criteria.

In RAI 13.3-13 and RAls 13.3-14(m), (n), and (o), the staif asked the applicant for additional
information regarding cross-references to Supplement 2, as well as a description of the training
program and review/update of the RERP and agreements for Orange County. In its response
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to these RAls dated October 20, 2004, the applicant stated that VDEM provides initial training
"‘and retraining for the emergency services coordinator and other emergency services related
personnel (i.e., EOC support staff).. The Orange County RERP maintains a record of change,
.and training and exercises are conducted to assure the adequacy and update of the plan ona
biennial basis. The applrcant also provrded a cross-reference to Supplement 2. .

13.3.3.156.2 Regulatory Evaluatron :

SSAR Section 13.3. 2 2 presents the major features of the applrcant’s emergency plan The
applicant stated that it prepared the information presented in SSAR Section 13.3.2.2 in _
accordance with 10 CFR 52.17(b)(2)(i) and Appendix E to 10 CFR Part 50, and consrdered the
guidance in Supplement 2. SSAR Section 13.3.2.2.2 states that Supplement 2 presents
plannlng standards and evaluation criteria appllcable to a major features emergency. plan

In its review of the applrcatron the staff consrdered the regulatory requrrements in 10 CFR ™
52.17(b)(2)(i), 10 CFR 52.18, and Sections ll, IV.A, IV.F, and IV.G of Appendix E of 10 CFR
Part 50. Under 10 CFR 52. 17(b)(2)(r) an applicant for an ESP may propose major features of
the emergency plans for NRC review and approval, in consultation with FEMA, in the absence
-of complete and integrated emergency plans. -Under 10 CFR 52.18, after consultation with
FEMA, the NRC will determine whether the major features of emergency plans submitted under
10 CFR 52.17(b)(2)(i) are acceptable. RS-002 and Supplement 2 provrde guidance concerning
‘the review and evaluation of emergency planning information grven in an ESP application.
Supplement 2 also provides SpelelC evaluation criteria for major features of emergency plans
including those which apply to major feature P, “Responsibility for the Planning Effort:. - .-
Development Penodrc Review, and Drstrlbutron of Emergency Plans.” : ’

Major feature P calls for the appllcant to descnbe the development revnew drstnbutlon and
update of emergency plans. The application should also designate an emergency planning
coordinator for each organization and identify (by title) individuals with emergency planning
responsibility. 1n addition, the applrcatron should descnbe training for those responsrble for the

planning effort.
13.3.3.15.3 Technlcal Evaluation

The appllcatlon descrrbes by title, the mdrvrduals wrth overall authorlty and responsnblllty for
radiological emergency response planning.- This descnptron includes the development and .
update of plans and coordination with other.response organizations.- SSAR ". iy
Section 13.3.2.2.2.p identifies the director of nuclear protection services and emergency
preparedness as the person responsible for emergency plannlng for the ESP site. The ,
COVRERP identifies the State coordinator of emergency management,.and the county RERPs
identify either the county director or emergency services coordinator. -

For the applicant, training includes site-specific training and external trarmng from orgamzatlons
such as EMI, the National Emergency Tralnlng Center, the Harvard School of Public Health,
and NEI. State emergency planners will receive continuous training on the essential elements.
of radiological response planning and will be sent to the radiological emergency plannlng ,
course at EMI. County planners will receive trarnlng from the county, in conjunctron with the

State.
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SSAR Section 13.3.2.2.2.p.5 states that the COL applicant will forward approved plan changes
to appropriate organizations and individuals and mark and date updates. COVRERP Section XI
indicates that the State updates its plan annually and periodically reviews the letters of
agreement (at least every 2 years). The State and local governments can make recommended
updates at any time and will forward them to all organizations and individuals responsible for
implementation. Local governments will review the county RERPs annually and distribute the
updated plans and procedures. The COVRERP and county RERPs, which contain a table of
contents, will be dated and marked to show where changes have been made.

In Section 13.3.2.2.2.p.4 of the SSAR, the applicant stated that no requirement exists to update
the emergency plan or its supporting organrzatron agreements until after an operatrng license is
issued. The regulations in 10 CFR 52.79(d) currently do not require such updating in a COL
application. Therefore; a COL application could propose an emergency plan incorporating
emergency preparedness information approved in an ESP without updatlng Nonetheless, to
the extent that emergency preparedness information approved in an ESP is no longer current
when a COL application incorporating that information by reference is submitted pursuant to

10 CFR 52,79, “Contents of Applrcatrons Technical Information,” that information will need to
be updated. The staff will not approve emergency plans proposed in a COL application under
10 CFR 52.79(d) if such plans are based upon obsolete or superceded information. The nature
and depth of the staff review of the updated information may vary depending on the nature of
the update. In all cases, any changed information would be subject to challenge in the COL
proceeding. While updating of previously approved emergency preparedness information is not
currently required, the Commission has proposed to add a provision in 10 CFR Part 52, “Early
Site Permits; Standard Design Certifications; and Combined Licenses for Nuclear Power

Plants,” to require such updating, as discussed in the Notice of Proposed Rulemaking for

10 CFR Part 52 (Federal Register, Vol. 68, p. 40026). The staff will determine compliance with
the requirements in this area during a COL application review based on the regulations in effect
at that time. In addition, the applicant stated in SSAR Section 13.3.2.2.2.p.4 that “[a]ny
changes that represent a decrease in effectiveness of the previously approved information with
respect to the standards of 10 CFR 50.47(b) or requirements of- 10 CFR 50, Appendix E, would
be specifically identified and addressed.” The staff did not consider this information essential to
its review and, therefore, did not evaluate it.

In RAI 13.3-13 and RAls 13. 3-14(m)—(o) the staff asked for information concerning cross-
references to Supplement 2, as well as a description of the training program and review/update
of the RERP and agreements for Orange County. The staff identified the consideration of this
information as Open item 13.3-10.- The staif reviewed the applicant’s responses in their
submittal dated October 20, 2004, and finds them acceptable. Therefore, Open Item 13.3-10 is
resolved. The staff finds that the applicant has adequately described the responsibilities for
emergency plan development, review and distribution, and for the training of emergency

planners.
13.3.3.15.4 Conclusions

As discussed above, the applicant has described the responsibilities for plan development and
review and for distributing and updating emergency plans. In addition, the applicant has
identified those responsrble for the planning effort and has described the training that they
receive. Based on its review, the staff concludes that the proposed major feature P is
consistent with the guidelines in RS-002 and Supplement 2. Therefore, this feature is
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acceptable and meets the requirements of 10 CFR 52.17(b)(2)(i), 10 CFR 52.18, and

Sections 1ll, and IV.A, IV.F, and IV.G of Appendix E to 10 CFR Part 50, insofar as it describes
the essential elements of advanced planning that have been considered related to the
responsibility for the planning effort, including the development periodic review, and distribution
of emergency plans, as set forth above. :

13.6 ‘lndustrlal Securltv

The NRC staff reviewed the physical security aspects of the ESP application to determine
whether site charactenstrcs are such that adequate security plans and measures can be
developed. : _

13.6. 1 Technical Information in the Applicatnon

In Section 13.6 of the SSAR, the applicant stated that it would extend the protected area of the
existing Units 1 and 2 at NAPS to accommodate any new units constructed on the ESP site.".
-The applicant stated that the site characteristics are such that the applicable NRC regulations,
guidance documents, and orders can be met. - The applicant based this conclusion on the size
of the NAPS site, which is sufficiently large to provide adequate distances between vital areas

and the’ probable locatlon of a security boundary

In RAl 13.6-1, the staff asked the applrcant to descrlbe how the ESP plant parameter envelope
(PPE) and surroundmg terrain features will provide at least 360 ft of distance (as specified in -
Regulatory Guide (RG) 4.7, Revision 2, “General Site Suitability Criteria for Nuclear Power
Stations,” issued April 1998) between vital equipment/structures and physical protection
components (e.g., protected area barriers and isolation zones). In its response, the applicant
stated that the protected area and related isolation zone would be constructed to comply with
the requirements of 10 CFR 73.55(c), and that the protected area barrier would be of suffrcrent
size to support the security response strategy timelines. ,

Section 13.6 of the SSAR states that Domlmon has a security program in place for the exrstmg
units and notes that the program complies with the NRC's “Order for Interim Compensatory
Measures,” dated February 25, 2002, regarding waterborne threats. The SSAR further -

- concludes that Dominion anticipates that it will continue to meet those requirements in the event
that it adds new units to the site. . Section-13.6 also states that the COL application would -~ .
address final design features for the new units’ power blocks and supporting buildings, as =~
appropriate, to ensure adequate site security. Finally, SSAR Section 13.6 concludes that no
security hazards are created from nearby hazardous materlal facrlmes

Sectlon 2.2.2.7 of the SSAR descrlbes prpelmes that are of potentlal concern

13.6.2 Regulatory Evaluation

In Sections 1.8 and 13.6 of the SSAR the appllcant identified 10 CFR 100.21(f) and e
10 CFR 73.55, “Requirements for Physical Protection of Licensed Activities in Nuclear Power

Reactors Against Radiological Sabotage,” as the applicable regulations and noted that RG 4.7,
Revision 2, provides _applicable guidance. : The staff reviewed this portion of the application for
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conformance with the applicable regulations, and considered the corresponding regulatory
guidance as identified above.

The NRC regulations require that applicants for an ESP address characteristics of the proposed
site that could affect security. Specifically, 10 CFR 52.17, “Contents of Applications,” requires
that site characteristics comply with 10 CFR Part 100, “Reactor Site Criteria”; 10 CFR 100.21(f)
states that site characteristics must be such that applicants can develop adequate security
plans and measures. In RG 4.7, Revision 2, the NRC provides amplifying guidance and notes
that 10 CFR 73.55 describes physical protection requirements for nuclear power plants. -

Review Standard (RS)-002, “Processing Applications for Early Site Permits,” notes that the
NRC staff has provided guidance to the first three prospective ESP applicants in three
substantially identical letters (ADAMS Accession No:. ML030980003 for the Dominion
application). RS-002 adds that these letters should be used for review guidance for the ESP
applications to which they apply. Specifically, the Dominion letter requested that the ESP
application discuss certain characteristics as they relate to implementing a physical security
plan for a postulated facility. In addition, the letter stated that the applicant should consider the
interim compensatory measures (ICMs) imposed on power reactors by Order dated

February 25, 2002, and the design-basis threat for reactors which was issued by Order dated
April 29, 2003. However, RS-002 also notes that the NRC's security orders referenced in the
letter are, by their nature, subject to modification depending on changes in the terrorist threat.
The security orders do not form part of the Iicensing basis of the ESP and are not imposed as
conditions of prospective permits. The security review of ESP applications is based on the -
requirements of 10 CFR Part 100 and 10 CFR Part 73, “Physical Protection of Plants and
Materials,” or other applicable existing regulations.

13.6.3 Technical Evaluation

The staff reviewed the application and responses to its RAls and examined aspects of the
application during an onsite visit. The proposed ESP site is located on the shore of Lake Anna
in Louisa County, Virginia, near two licensed nuclear power reactors (North Anna, Units 1 and
2) owned by Virginia Electric and Power Company, an affiliate of the applicant. The NAPS site
is defined by a 5000-ft radius circle originating from the center of the partially constructed, but
now abandoned, North Anna Unit 3 (see Figure 1.2-4, note 3, in the application). The ESP PPE
(site footprint) that bounds the prospective location for any new nuclear power reactors that -
might be constructed on the proposed ESP site is located directly west of the existing NAPS
protected area and no closer than 800 yards to the site boundary.

Using the criteria set forth in 10 CFR 100.21(f), the staff identified and considered various
characteristics of the site that could affect the establishment of adequate security plans and
measures. The staff considered pedestrian land approaches, vehicular land approaches,
railroad approaches, water approaches, potential “high-ground” adversary advantage areas,
nearby road transportation routes, nearby hazardous materials facilities, nearby pipelines, and
culverts that could provide a pathway into the protected area.

With respect to pedestrian approaches, the staff found that various figures in the application

(e.g., Figure 1.0-1) identify the applicant’'s PPE (within which all safety-related structures would
be located if one or more reactors were to be constructed there). In RAl 13.6-1, the staff asked
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the applicant to identify its plans to address the guidance in RG 4.7, Revision 2, which specifies
that an applicant provide a minimum of 360 ft between protected area barriers and vital areas to
allow for appropriate barriers, detection equipment, isolation zones, and vehicle barriers to
protect vital equipment. In its response, the applicant stated that protected area barriers would
be separated from vital area barriers, and be of sufficient size to support the security response
strategy timelines. The staff conclided that the distance from planned locations of vital
equipment and structures (which might be located anywhere in the PPE (ESP site footprint)
because a design is not specified at the ESP stage) to the planned protected area boundary
can be made sufficiently large so that holders of a COL or construction permit (CP) could -
appropriately locate delay barriers, isolation zones, detection equipment, and vehicle barriers to
protect vital equipment and structures.

With respect to water approaches, the staff noted that vital equipment for the existing NAPS
units is sufficiently far from Lake Anna that restrictions to lake access are not required. The -
need for such restrictions for any new units would depend on the design of the units and their -
location on the ESP footprint (PPE). The site configuration would not present any s:gnmcant
lmpednments to development of such restnctlons

With respect to vehicular land and rallroad approaches, the staff identified existing roads, rail
spurs, and site terrain features. The staff concluded that the location of existing roads and site
terrain features does not preclude the establishment of adequate vehicle control measures to
(1) prevent the use of a land vehicle to gain unauthorized proximity to vital areas and (2) protect
against a vehicle bomb. The staff based its conclusion on the fact that the location of the
existing vehicle checkpoint, which could be used for vehicular control to the ESP site, has
adequate standoff distance from the PPE to mitigate vehicle-bomb overpressure effects.
Further, the staff confirmed during a site visit that the terrain features on all borders of the site
are amenable to the implementation of a vehicle barrier system.

With respect to threats posed by deliberate vehicle explosions on nearby transportation routes,
the staff noted that, in SSAR Section 2.2.3.1.1, the applicant analyzed a gasoline tanker
explosion involving 8500 gallons of gasoline detonated on Virginia Highway 652 at a point

1.5 miles from the proposed site. The staff performed an independent calculation for the tanker
explosion and found different resuits than the applicant’s because the applicant did not take into
account the 240 percent (mass) equivalence for substances subject to vapor-phase explosions
(see RG 1.91, Revision 1, “Evaluations of Explosions Postulated to Occur on Transportation
Routes Near Nuclear Power Plants,” issued February 1978). Nevertheless, the staff’s analysis
reached the same conclusion as the applicant, that such an event would not result in an
overpressure of greater than 1 pound per square inch (psi) at the site boundary. The pressure
threshold for human eardrum rupture is 5 psi, which is the first point of human incapacitation
(see U.S. Army Technical Manual 5-1300, “Structures to Resist the Effects of Accidental
Explosions,” issued November 1990). A peak positive overpressure of 1 psi is a conservative
threshold below which no significant damage would be expected for systems, structures, and
components of concern (RG 1.91, Revision 1). The applicant did not identify any other
hazardous materials transported on the nearby roadways.

With respect to nearby hazardous materials facilities and nearby pipelines, the staff found that
the distances to those facilities and pipelines and the materials identified associated with them
are of such a nature that they do not pose an impediment to the development of adequate
security plans or measures.
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The staff examined the overall site terrain with respect to features (including existing manmade
features, such-as culverts, as well as natural features) that potential adversaries could use to
their advantage. The features that exist at the ESP site do not preclude the establishment of
adequate security plans and measures. .

Considering RG 4.7, special measures may be needed to support the security response
strategy timelines requirements of 10 CFR 73.55(c).. Since the exact locations and design of
barriers is not known at the ESP stage, the staff identified a COL action item for the COL or CP
applicant to provide specific designs for protected area barriers to support the security
response strategy timelines. This is COL Action item 13.6-1.

13.6.4 Conclusions

As set forth above, the staff examined the site characteristics with respect to their potential to
affect the establishment of adequate security plans and measures. The staff examined -
pedestrian, vehicle, and water approaches, including existing culverts, nearby hazardous
materials facilities, nearby pipelines, nearby railroad lines, and other transportation routes, as
well as terrain features. Based on the above evaluation, the staff concludes that the ESP site
characteristics would allow an applicant for a COL or CP to develop adequate security plans
and measures for a reactor(s) that it might construct and operate on the ESP site.
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